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BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 01-05-2024 00:00:01 04-05-2024 20:29:00 3.85 0.00 0.00 0.00 92.48 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3504( 399-399 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 22-05-2024 08:42:00 22-05-2024 17:32:00 0.37 0.00 0.00 0.00 8.83 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3078 (395 - 395 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 06-05-2024 08:50:00 07-05-2024 00:13:00 0.64 0.00 0.00 0.00 15.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3326(400 - 400Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 21-05-2024 08:08:00 21-05-2024 21:33:00 0.56 0.00 0.00 0.00 13.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3646( 401-401 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 09-05-2024 08:36:00 09-05-2024 20:31:00 0.50 0.00 0.00 0.00 11.92 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2503( 405-407 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 13-05-2024 10:39:00 14-05-2024 01:41:00 0.63 0.00 0.00 0.00 15.03 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/744( 408-410 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 17-05-2024 08:45:00 18-05-2024 22:58:00 1.59 0.00 0.00 0.00 38.22 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1221 (402 - 404 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 10-05-2024 08:55:00 10-05-2024 23:03:00 0.59 0.00 0.00 0.00 14.13 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1961 (403-405Kv)

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 07-05-2024 08:25:00 08-05-2024 19:44:00 1.47 0.00 0.00 0.00 35.32 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1533( 395-396 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 30-05-2024 09:40:00 30-05-2024 21:14:00 0.48 0.00 0.00 0.00 11.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1083 (403-406Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 27-05-2024 10:08:00 28-05-2024 16:18:00 1.26 0.00 0.00 0.00 30.17 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2369(408 - 408Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 29-05-2024 08:33:00 29-05-2024 21:14:00 0.53 0.00 0.00 0.00 12.68 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/592( 397-397 Kv).

BSR SR2-BIDAD-BR1_BAY_408R-BRTR 63MVAR, BUS REACTOR-1 AT BIDADI SVRD 31-05-2024 08:25:00 31-05-2024 17:09:00 0.36 0.00 0.00 0.00 8.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3287(391 - 391Kv).

SR2-BIDAD-BR1_BAY_408R-BRTR 12.83 0.00 0.00 0.00 307.88 100.00

BSR SR2-DHARM-BR1_BAY_415R-BRTR 125MVAR, BUS REACTOR AT DHARMAPURI SVRD 28-05-2024 09:49:00 31-05-2024 23:59:59 3.59 0.00 0.00 0.00 86.18 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3220( 400-403 Kv).

BSR SR2-DHARM-BR1_BAY_415R-BRTR 125MVAR, BUS REACTOR AT DHARMAPURI SVRD 01-05-2024 00:00:01 12-05-2024 16:41:00 11.70 0.00 0.00 0.00 280.68 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3023 (393 - 395 Kv).

SR2-DHARM-BR1_BAY_415R-BRTR 15.29 0.00 0.00 0.00 366.86 100.00

BSR SR2-HASSN-BR1_BAY_412R-BRTR 80MVAR, BUS REACTOR-1 AT HASSAN SVRD 07-05-2024 09:36:00 09-05-2024 16:37:00 2.29 0.00 0.00 0.00 55.02 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/766( 401-405 Kv).

BSR SR2-HASSN-BR1_BAY_412R-BRTR 80MVAR, BUS REACTOR-1 AT HASSAN SVRD 06-05-2024 08:47:00 07-05-2024 00:09:00 0.64 0.00 0.00 0.00 15.37 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/585( 400-402 Kv).

BSR SR2-HASSN-BR1_BAY_412R-BRTR 80MVAR, BUS REACTOR-1 AT HASSAN SVRD 02-05-2024 10:47:00 05-05-2024 17:37:00 3.29 0.00 0.00 0.00 78.83 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/124      (398 - 400 Kv).

BSR SR2-HASSN-BR1_BAY_412R-BRTR 80MVAR, BUS REACTOR-1 AT HASSAN SVRD 01-05-2024 00:00:01 01-05-2024 18:09:00 0.76 0.00 0.00 0.00 18.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/2640 (401-401Kv).

SR2-HASSN-BR1_BAY_412R-BRTR 6.98 0.00 0.00 0.00 167.37 100.00

BSR SR2-HASSN-BR2_BAY_413R-BRTR 125MVAR, BUS REACTOR-2 AT HASSAN SVRD 09-05-2024 08:38:00 10-05-2024 23:18:00 1.61 0.00 0.00 0.00 38.67 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1086 (410-415Kv).

BSR SR2-HASSN-BR2_BAY_413R-BRTR 125MVAR, BUS REACTOR-2 AT HASSAN SVRD 04-05-2024 09:30:00 04-05-2024 17:15:00 0.32 0.00 0.00 0.00 7.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/357(400 - 403Kv).

BSR SR2-HASSN-BR2_BAY_413R-BRTR 125MVAR, BUS REACTOR-2 AT HASSAN SVRD 03-05-2024 08:40:00 03-05-2024 18:15:00 0.40 0.00 0.00 0.00 9.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/232   (396 -398 Kv).

BSR SR2-HASSN-BR2_BAY_413R-BRTR 125MVAR, BUS REACTOR-2 AT HASSAN SVRD 06-05-2024 08:47:00 07-05-2024 00:10:00 0.64 0.00 0.00 0.00 15.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/587( 402-407 Kv).

BSR SR2-HASSN-BR2_BAY_413R-BRTR 125MVAR, BUS REACTOR-2 AT HASSAN SVRD 02-05-2024 08:30:00 02-05-2024 17:39:00 0.38 0.00 0.00 0.00 9.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/86      (400 - 405 Kv).

SR2-HASSN-BR2_BAY_413R-BRTR 3.35 0.00 0.00 0.00 80.53 100.00

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 29-05-2024 08:39:00 29-05-2024 16:15:00 0.32 0.00 0.00 0.00 7.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3333(404 - 404Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 28-05-2024 09:34:00 28-05-2024 16:20:00 0.28 0.00 0.00 0.00 6.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3210(394 - 396Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 08-05-2024 09:29:00 08-05-2024 17:38:00 0.34 0.00 0.00 0.00 8.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/957 (397-397Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 09-05-2024 11:25:00 12-05-2024 17:57:00 3.27 0.00 0.00 0.00 78.53 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1109 (396-396Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 04-05-2024 09:34:00 04-05-2024 17:18:00 0.32 0.00 0.00 0.00 7.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/364(388 - 388Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 06-05-2024 08:54:00 06-05-2024 18:22:00 0.39 0.00 0.00 0.00 9.47 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/593( 401-401 Kv).

BSR SR2-HIYRC-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT HIRIYUR SVRD 01-05-2024 00:00:01 03-05-2024 15:12:00 2.63 0.00 0.00 0.00 63.20 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3282(388 - 390Kv).

SR2-HIYRC-BR1_BAY_415R-BRTR 7.55 0.00 0.00 0.00 181.45 100.00

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 28-05-2024 09:35:00 28-05-2024 16:21:00 0.28 0.00 0.00 0.00 6.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3334(404 - 404Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 09-05-2024 09:43:00 09-05-2024 16:35:00 0.29 0.00 0.00 0.00 6.87 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3211(396 - 398Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 07-05-2024 09:37:00 07-05-2024 16:52:00 0.30 0.00 0.00 0.00 7.25 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1103 (395-395Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 03-05-2024 08:45:00 03-05-2024 15:13:00 0.27 0.00 0.00 0.00 6.47 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/765( 397-403 Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 06-05-2024 08:55:00 06-05-2024 18:20:00 0.39 0.00 0.00 0.00 9.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/234   (398 -398 Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 04-05-2024 09:36:00 04-05-2024 17:19:00 0.32 0.00 0.00 0.00 7.72 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/594( 401-406 Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 02-05-2024 08:31:00 02-05-2024 17:41:00 0.38 0.00 0.00 0.00 9.17 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/367(388 - 392Kv).

BSR SR2-HIYRC-BR2_BAY_418R-BRTR 125MVAR,BUS REACTOR-2 AT HIRIYUR SVRD 29-05-2024 08:41:00 29-05-2024 21:15:00 0.52 0.00 0.00 0.00 12.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/87      (402 - 406 Kv).

SR2-HIYRC-BR2_BAY_418R-BRTR 2.75 0.00 0.00 0.00 66.24 100.00

BSR SR2-HOSRC-BR1_BAY_410R-BRTR 63MVAR, BUS REACTOR-1 AT HOSUR SVRD 21-05-2024 08:18:00 31-05-2024 23:59:59 10.65 0.00 0.00 0.00 255.70 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2374(401 - 402Kv).

SR2-HOSRC-BR1_BAY_410R-BRTR 10.65 0.00 0.00 0.00 255.70 100.00

BSR SR2-HOSRC-BR2_BAY_416R-BRTR 125MVAR,BUS REACTOR-2 AT HOSUR SVRD 01-05-2024 00:00:01 12-05-2024 18:25:00 11.77 0.00 0.00 0.00 282.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1517( 392-395 Kv).

BSR SR2-HOSRC-BR2_BAY_416R-BRTR 125MVAR,BUS REACTOR-2 AT HOSUR SVRD 21-05-2024 08:19:00 31-05-2024 23:59:59 10.65 0.00 0.00 0.00 255.68 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1967 (394-396Kv)

BSR SR2-HOSRC-BR2_BAY_416R-BRTR 125MVAR,BUS REACTOR-2 AT HOSUR SVRD 17-05-2024 09:00:00 17-05-2024 22:23:00 0.56 0.00 0.00 0.00 13.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2379(402 - 405Kv).

BSR SR2-HOSRC-BR2_BAY_416R-BRTR 125MVAR,BUS REACTOR-2 AT HOSUR SVRD 13-05-2024 09:20:00 16-05-2024 01:25:00 2.67 0.00 0.00 0.00 64.08 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 01/4764(390 - 394Kv).

SR2-HOSRC-BR2_BAY_416R-BRTR 25.65 0.00 0.00 0.00 615.56 100.00

BSR SR2-KARAI-BR1_BAY_412R-BRTR 80MVAR, BUS REACTOR-1 AT KARAIKUDI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KARAI-BR1_BAY_412R-BRTR 0.00 0.00 0.00 0.00 0.00 100.00

BSR SR2-KOCHI-BR1_BAY_410R-BRTR 63MVAR, BUS REACTOR-1 AT KOCHI SVRD 01-05-2024 00:00:01 19-05-2024 21:04:00 18.88 0.00 0.00 0.00 453.07 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 03/83(398 - 398Kv).

SR2-KOCHI-BR1_BAY_410R-BRTR 18.88 0.00 0.00 0.00 453.07 100.00

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 21-05-2024 08:16:00 21-05-2024 22:01:00 0.57 0.00 0.00 0.00 13.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1959 (402-404Kv)

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 17-05-2024 08:41:00 17-05-2024 20:52:00 0.51 0.00 0.00 0.00 12.18 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2366(413 - 411Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 01-05-2024 00:00:01 07-05-2024 00:24:00 6.02 0.00 0.00 0.00 144.40 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/1069 (398 - 399 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 10-05-2024 08:59:00 10-05-2024 23:15:00 0.59 0.00 0.00 0.00 14.27 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1225 (404 - 406 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 07-05-2024 08:28:00 10-05-2024 03:03:00 2.77 0.00 0.00 0.00 66.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/743( 408-410 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 13-05-2024 08:47:00 14-05-2024 01:35:00 0.70 0.00 0.00 0.00 16.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1516( 399-400 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 27-05-2024 10:06:00 29-05-2024 21:24:00 2.47 0.00 0.00 0.00 59.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3081 (392 - 394 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 30-05-2024 08:19:00 31-05-2024 23:59:59 1.65 0.00 0.00 0.00 39.68 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3474( 397-400 Kv).

BSR SR2-KOLRC-BR1_BAY_429R-BRTR 63MVAR, BUS REACTOR-1 AT KOLAR SVRD 22-05-2024 08:43:00 26-05-2024 03:23:00 3.78 0.00 0.00 0.00 90.67 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2501( 402-404 Kv).

SR2-KOLRC-BR1_BAY_429R-BRTR 19.06 0.00 0.00 0.00 457.63 100.00

BSR SR2-KUDGI-REA_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT KUDGI SVRD 28-05-2024 10:37:00 29-05-2024 21:19:00 1.45 0.00 0.00 0.00 34.70 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3233( 395-395 Kv).

BSR SR2-KUDGI-REA_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT KUDGI SVRD 25-05-2024 09:31:00 26-05-2024 21:33:00 1.50 0.00 0.00 0.00 36.03 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2902 (394-394Kv).

BSR SR2-KUDGI-REA_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT KUDGI SVRD 09-05-2024 08:26:00 11-05-2024 15:44:00 2.30 0.00 0.00 0.00 55.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1081 (403-405Kv).

BSR SR2-KUDGI-REA_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT KUDGI SVRD 02-05-2024 08:36:00 05-05-2024 21:24:00 3.53 0.00 0.00 0.00 84.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/89      (400 - 403 Kv).

BSR SR2-KUDGI-REA_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT KUDGI SVRD 01-05-2024 00:00:01 01-05-2024 18:07:00 0.76 0.00 0.00 0.00 18.12 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3462 (406-406 Kv).

SR2-KUDGI-REA_BAY_401R-BRTR 9.54 0.00 0.00 0.00 228.95 100.00

BSR SR2-KUDGI-REACBAY_418R-BRTR 125MVAR, BUS REACTOR-2 AT KUDGI SVRD 25-05-2024 09:36:00 26-05-2024 21:40:00 1.50 0.00 0.00 0.00 36.07 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2903 (396-398Kv).

BSR SR2-KUDGI-REACBAY_418R-BRTR 125MVAR, BUS REACTOR-2 AT KUDGI SVRD 03-05-2024 10:30:00 11-05-2024 15:49:00 8.22 0.00 0.00 0.00 197.32 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/252   (398 -398 Kv).

BSR SR2-KUDGI-REACBAY_418R-BRTR 125MVAR, BUS REACTOR-2 AT KUDGI SVRD 01-05-2024 00:00:01 01-05-2024 19:45:00 0.82 0.00 0.00 0.00 19.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/409(404 - 407Kv).

SR2-KUDGI-REACBAY_418R-BRTR 10.54 0.00 0.00 0.00 253.14 100.00

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 30-05-2024 09:21:00 30-05-2024 21:27:00 0.50 0.00 0.00 0.00 12.10 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/588( 397-397 Kv).
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Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 29-05-2024 08:39:00 29-05-2024 21:24:00 0.53 0.00 0.00 0.00 12.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/123      (390 - 392 Kv).

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 28-05-2024 09:34:00 28-05-2024 16:27:00 0.29 0.00 0.00 0.00 6.88 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3209(395 - 395Kv).

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 06-05-2024 09:22:00 09-05-2024 02:36:00 2.72 0.00 0.00 0.00 65.23 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3332(401 - 404Kv).

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 02-05-2024 10:42:00 05-05-2024 17:37:00 3.29 0.00 0.00 0.00 78.92 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3498( 398-398 Kv).

BSR SR2-MYSEC-BR1_BAY_401R-BRTR 50MVAR, BUS REACTOR-1 AT MYSORE SVRD 01-05-2024 00:00:01 01-05-2024 18:24:00 0.77 0.00 0.00 0.00 18.40 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/2740 (404-404Kv).

SR2-MYSEC-BR1_BAY_401R-BRTR 8.10 0.00 0.00 0.00 194.28 100.00

BSR SR2-NAGPT-BR1_BAY_401R-BRTR 125MVAR, BUS REACTOR-1 AT NAGAPATTINAM SVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/5143 (402-402Kv).

SR2-NAGPT-BR1_BAY_401R-BRTR 31.00 0.00 0.00 0.00 744.00 100.00

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 29-05-2024 09:22:00 29-05-2024 16:13:00 0.29 0.00 0.00 0.00 6.85 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/356(382 - 385Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 07-05-2024 08:27:00 07-05-2024 16:50:00 0.35 0.00 0.00 0.00 8.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/584( 402-405 Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 11-05-2024 09:41:00 11-05-2024 16:04:00 0.27 0.00 0.00 0.00 6.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1082 (403-406Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 08-05-2024 09:25:00 08-05-2024 17:43:00 0.35 0.00 0.00 0.00 8.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/952 (395-398Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 09-05-2024 08:20:00 09-05-2024 16:34:00 0.34 0.00 0.00 0.00 8.23 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1332 (396 - 401 Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 06-05-2024 08:46:00 06-05-2024 17:24:00 0.36 0.00 0.00 0.00 8.63 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/748( 407-411 Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 04-05-2024 09:27:00 04-05-2024 17:09:00 0.32 0.00 0.00 0.00 7.70 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3350(399 - 404Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 03-05-2024 08:42:00 03-05-2024 18:08:00 0.39 0.00 0.00 0.00 9.43 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/88      (405 - 409 Kv).

BSR SR2-NRNDR-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT NARENDRA SVRD 02-05-2024 08:33:00 02-05-2024 17:30:00 0.37 0.00 0.00 0.00 8.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/233   (399 -403 Kv).

SR2-NRNDR-BR1_BAY_412R-BRTR 3.04 0.00 0.00 0.00 72.85 100.00

BSR SR2-PGGIS-BR1_BAY_438R-BRTR 125MVAR,BUS REACTOR-1 AT PUGALUR HVDC SVRD 01-05-2024 00:00:01 21-05-2024 23:53:00 21.00 0.00 0.00 0.00 503.88 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3212(399 - 400Kv).

BSR SR2-PGGIS-BR1_BAY_438R-BRTR 125MVAR,BUS REACTOR-1 AT PUGALUR HVDC SVRD 28-05-2024 09:44:00 31-05-2024 23:59:59 3.59 0.00 0.00 0.00 86.27 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/2224 (414 - 417 Kv).

SR2-PGGIS-BR1_BAY_438R-BRTR 24.59 0.00 0.00 0.00 590.15 100.00

BSR SR2-PGGIS-BR2_BAY_440R-BRTR 125MVAR,BUS REACTOR-2 AT PUGALUR HVDC SVRD 01-05-2024 00:00:01 21-05-2024 23:55:00 21.00 0.00 0.00 0.00 503.92 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3213(400 - 402Kv).

BSR SR2-PGGIS-BR2_BAY_440R-BRTR 125MVAR,BUS REACTOR-2 AT PUGALUR HVDC SVRD 28-05-2024 09:48:00 31-05-2024 23:59:59 3.59 0.00 0.00 0.00 86.20 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/2225 (419 - 422 Kv).

SR2-PGGIS-BR2_BAY_440R-BRTR 24.59 0.00 0.00 0.00 590.12 100.00

BSR SR2-PLKAD-BR1_BAY_415R-BRTR 63MVAR, BUS REACTOR-1 AT PALAKKAD SVRD 01-05-2024 00:00:01 19-05-2024 09:05:00 18.38 0.00 0.00 0.00 441.08 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/405(412 - 415Kv).

SR2-PLKAD-BR1_BAY_415R-BRTR 18.38 0.00 0.00 0.00 441.08 100.00

BSR SR2-PUGAL-BR1_BAY_419R-BRTR 125MVAR,BUS REACTOR-1 AT PUGALUR SVRD 01-05-2024 00:00:01 19-05-2024 15:12:00 18.63 0.00 0.00 0.00 447.20 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3216(397 - 397Kv).

BSR SR2-PUGAL-BR1_BAY_419R-BRTR 125MVAR,BUS REACTOR-1 AT PUGALUR SVRD 28-05-2024 09:36:00 31-05-2024 23:59:59 3.60 0.00 0.00 0.00 86.40 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/5144 (403-406Kv).

SR2-PUGAL-BR1_BAY_419R-BRTR 22.23 0.00 0.00 0.00 533.60 100.00

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 02-05-2024 08:24:00 02-05-2024 17:40:00 0.39 0.00 0.00 0.00 9.27 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3217(400 - 402Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 03-05-2024 09:36:00 03-05-2024 15:08:00 0.23 0.00 0.00 0.00 5.53 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2898 (404-404Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 04-05-2024 09:37:00 04-05-2024 17:12:00 0.32 0.00 0.00 0.00 7.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2787 (404-405Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 06-05-2024 08:51:00 06-05-2024 17:16:00 0.35 0.00 0.00 0.00 8.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3358(400 - 402Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 08-05-2024 09:38:00 08-05-2024 17:24:00 0.32 0.00 0.00 0.00 7.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3500( 401-401 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 17-05-2024 08:52:00 17-05-2024 17:36:00 0.36 0.00 0.00 0.00 8.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3655( 399-401 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 10-05-2024 09:35:00 10-05-2024 17:26:00 0.33 0.00 0.00 0.00 7.85 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1099 (400-402Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 15-05-2024 09:16:00 15-05-2024 17:15:00 0.33 0.00 0.00 0.00 7.98 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/761( 403-403 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 07-05-2024 09:32:00 07-05-2024 16:55:00 0.31 0.00 0.00 0.00 7.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1696( 402-402 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 09-05-2024 09:35:00 09-05-2024 16:33:00 0.29 0.00 0.00 0.00 6.97 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1237 (402 - 404 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 31-05-2024 09:23:00 31-05-2024 16:50:00 0.31 0.00 0.00 0.00 7.45 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1964 (410-411Kv)

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 30-05-2024 09:26:00 30-05-2024 16:34:00 0.30 0.00 0.00 0.00 7.13 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/953 (404-405Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 29-05-2024 10:11:00 29-05-2024 16:14:00 0.25 0.00 0.00 0.00 6.05 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/595( 406-408 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 24-05-2024 09:33:00 24-05-2024 16:15:00 0.28 0.00 0.00 0.00 6.70 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/361(399 - 399Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 25-05-2024 09:21:00 25-05-2024 17:31:00 0.34 0.00 0.00 0.00 8.17 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/242   (396 -396 Kv).

BSR SR2-PVGDA-BR1_BAY_412R-BRTR 125MVAR, BUS REACTOR-1 AT PAVAGADA SVRD 28-05-2024 09:39:00 28-05-2024 16:27:00 0.28 0.00 0.00 0.00 6.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/80      (404 - 406 Kv).

SR2-PVGDA-BR1_BAY_412R-BRTR 4.99 0.00 0.00 0.00 119.78 100.00

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 25-05-2024 09:23:00 25-05-2024 17:22:00 0.33 0.00 0.00 0.00 7.98 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3359(402 - 402Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 28-05-2024 09:41:00 28-05-2024 16:28:00 0.28 0.00 0.00 0.00 6.78 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3656( 401-405 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 29-05-2024 10:16:00 29-05-2024 16:15:00 0.25 0.00 0.00 0.00 5.98 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3218(402 - 405Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 09-05-2024 09:42:00 09-05-2024 16:33:00 0.29 0.00 0.00 0.00 6.85 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2899 (404-408Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 10-05-2024 09:38:00 10-05-2024 17:27:00 0.33 0.00 0.00 0.00 7.82 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2788 (405-407Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 15-05-2024 09:17:00 15-05-2024 17:17:00 0.33 0.00 0.00 0.00 8.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3501( 401-404 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 08-05-2024 09:42:00 08-05-2024 17:28:00 0.32 0.00 0.00 0.00 7.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1100 (402-404Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 07-05-2024 09:33:00 07-05-2024 16:58:00 0.31 0.00 0.00 0.00 7.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1238 (404 - 407 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 02-05-2024 08:26:00 02-05-2024 17:41:00 0.39 0.00 0.00 0.00 9.25 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1697( 402-404 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 03-05-2024 09:46:00 03-05-2024 15:09:00 0.22 0.00 0.00 0.00 5.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/954 (405-409Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 06-05-2024 08:52:00 06-05-2024 17:19:00 0.35 0.00 0.00 0.00 8.45 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/762( 403-407 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 04-05-2024 09:38:00 04-05-2024 17:13:00 0.32 0.00 0.00 0.00 7.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/81      (406 - 408 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 31-05-2024 09:25:00 31-05-2024 16:53:00 0.31 0.00 0.00 0.00 7.47 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/243   (396 -399 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 30-05-2024 09:28:00 30-05-2024 16:36:00 0.30 0.00 0.00 0.00 7.13 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/596( 408-408 Kv).

BSR SR2-PVGDA-BR2_BAY_425R-BRTR 125MVAR, BUS REACTOR-2 AT PAVAGADA SVRD 24-05-2024 09:36:00 24-05-2024 16:20:00 0.28 0.00 0.00 0.00 6.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/362(399 - 402Kv).

SR2-PVGDA-BR2_BAY_425R-BRTR 4.61 0.00 0.00 0.00 110.59 100.00

BSR SR2-SALEM-BR1_BAY_401R-BRTR 63MVAR, BUS REACTOR-1 AT SALEM SVRD 21-05-2024 08:25:00 31-05-2024 23:59:59 10.65 0.00 0.00 0.00 255.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2380(408 - 411Kv).

BSR SR2-SALEM-BR1_BAY_401R-BRTR 63MVAR, BUS REACTOR-1 AT SALEM SVRD 01-05-2024 00:00:01 12-05-2024 16:46:00 11.70 0.00 0.00 0.00 280.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3022 (390 - 390 Kv).

SR2-SALEM-BR1_BAY_401R-BRTR 22.35 0.00 0.00 0.00 536.35 100.00

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 29-05-2024 08:32:00 29-05-2024 21:24:00 0.54 0.00 0.00 0.00 12.87 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3325(400 - 400Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 30-05-2024 09:42:00 30-05-2024 21:18:00 0.48 0.00 0.00 0.00 11.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3505( 398-398 Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 22-05-2024 08:39:00 22-05-2024 17:50:00 0.38 0.00 0.00 0.00 9.18 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2502( 404-406 Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 28-05-2024 09:32:00 28-05-2024 16:24:00 0.29 0.00 0.00 0.00 6.87 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3206(394 - 394Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 31-05-2024 08:30:00 31-05-2024 17:17:00 0.37 0.00 0.00 0.00 8.78 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3647( 401-403 Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 13-05-2024 10:39:00 14-05-2024 20:43:00 1.42 0.00 0.00 0.00 34.07 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1534( 394-395 Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 17-05-2024 08:37:00 17-05-2024 20:50:00 0.51 0.00 0.00 0.00 12.22 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1960 (401-401Kv)

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 10-05-2024 08:53:00 10-05-2024 23:13:00 0.60 0.00 0.00 0.00 14.33 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1220 (401 - 403 Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 21-05-2024 08:06:00 21-05-2024 21:42:00 0.57 0.00 0.00 0.00 13.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2367(406 - 406Kv).

BSR SR2-SMNHL-BR1_BAY_418R-BRTR 63MVAR, BUS REACTOR-1 AT SOMANHALLI SVRD 01-05-2024 00:00:01 09-05-2024 20:37:00 8.86 0.00 0.00 0.00 212.62 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/2862 (402 -402 Kv).

SR2-SMNHL-BR1_BAY_418R-BRTR 14.02 0.00 0.00 0.00 336.14 100.00

BSR SR2-SRDRC-BR1_BAY_401R-BRTR 63MVAR, BUS REACTOR-1 AT SRIPERUMBUDUR SVRD 27-05-2024 14:59:00 31-05-2024 23:59:59 4.38 0.00 0.00 0.00 105.02 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3115(382 - 382Kv).
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Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

BSR SR2-SRDRC-BR1_BAY_401R-BRTR 63MVAR, BUS REACTOR-1 AT SRIPERUMBUDUR SVRD 01-05-2024 00:00:01 19-05-2024 16:39:00 18.69 0.00 0.00 0.00 448.65 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/816 (397-397 Kv).

SR2-SRDRC-BR1_BAY_401R-BRTR 23.07 0.00 0.00 0.00 553.67 100.00

BSR SR2-TIRUN-BR1_BAY_401R-BRTR 63MVAR, BUS REACTOR-1 AT TIRUNELVELLI SVRD 01-05-2024 00:00:01 19-05-2024 08:34:00 18.36 0.00 0.00 0.00 440.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 03/87(405 - 406Kv).

SR2-TIRUN-BR1_BAY_401R-BRTR 18.36 0.00 0.00 0.00 440.57 100.00

BSR SR2-TIRUN-BR2_BAY_415R-BRTR 63MVAR, BUS REACTOR-2 AT TIRUNELVELLI SVRD 01-05-2024 00:00:01 19-05-2024 08:40:00 18.36 0.00 0.00 0.00 440.67 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/861 (408-410 Kv).

SR2-TIRUN-BR2_BAY_415R-BRTR 18.36 0.00 0.00 0.00 440.67 100.00

BSR SR2-TRVMC-BR1_BAY_403R-BRTR 125MVAR, BUS REACTOR-1 AT TRIVANDRUM SVRD 01-05-2024 00:00:01 19-05-2024 14:03:00 18.59 0.00 0.00 0.00 446.05 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3370(394 - 400Kv).

BSR SR2-TRVMC-BR1_BAY_403R-BRTR 125MVAR, BUS REACTOR-1 AT TRIVANDRUM SVRD 29-05-2024 11:20:00 31-05-2024 23:59:59 2.53 0.00 0.00 0.00 60.67 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/480 (405-411Kv).

SR2-TRVMC-BR1_BAY_403R-BRTR 21.12 0.00 0.00 0.00 506.72 100.00

BSR SR2-TTCRN-BR1_BAY_403R-BRTR 125MVAR, BUS REACTOR-1 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-BR1_BAY_403R-BRTR 0.00 0.00 0.00 0.00 0.00 100.00

BSR SR2-TTCRN-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-BR2_BAY_404R-BRTR 0.00 0.00 0.00 0.00 0.00 100.00

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 02-05-2024 08:26:00 02-05-2024 17:18:00 0.37 0.00 0.00 0.00 8.87 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3330(409 - 409Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 29-05-2024 08:35:00 29-05-2024 16:18:00 0.32 0.00 0.00 0.00 7.72 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3219(405 - 405Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 28-05-2024 09:38:00 28-05-2024 16:19:00 0.28 0.00 0.00 0.00 6.68 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3502( 405-405 Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 30-05-2024 09:28:00 30-05-2024 16:35:00 0.30 0.00 0.00 0.00 7.12 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3657( 404-407 Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 31-05-2024 09:26:00 31-05-2024 17:14:00 0.33 0.00 0.00 0.00 7.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/763( 407-407 Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 07-05-2024 09:34:00 07-05-2024 16:58:00 0.31 0.00 0.00 0.00 7.40 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1101 (405-406Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 09-05-2024 09:42:00 09-05-2024 16:30:00 0.28 0.00 0.00 0.00 6.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/955 (408-409Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 08-05-2024 09:31:00 08-05-2024 17:35:00 0.34 0.00 0.00 0.00 8.07 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/603( 401-401 Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 06-05-2024 09:31:00 06-05-2024 17:21:00 0.33 0.00 0.00 0.00 7.83 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/365(400 - 402Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 04-05-2024 09:37:00 04-05-2024 17:15:00 0.32 0.00 0.00 0.00 7.63 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/244   (397 -399 Kv).

BSR SR2-TUMKU-BR1_BAY_409R-BRTR 63MVAR, BUS REACTOR-1 AT TUMKUR SVRD 03-05-2024 09:41:00 03-05-2024 15:12:00 0.23 0.00 0.00 0.00 5.52 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/82      (405 - 407 Kv).

SR2-TUMKU-BR1_BAY_409R-BRTR 3.41 0.00 0.00 0.00 81.44 100.00

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 29-05-2024 08:37:00 29-05-2024 16:17:00 0.32 0.00 0.00 0.00 7.67 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/245   (399 -400 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 28-05-2024 09:39:00 28-05-2024 16:26:00 0.28 0.00 0.00 0.00 6.78 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/368(402 - 405Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 30-05-2024 09:31:00 30-05-2024 16:40:00 0.30 0.00 0.00 0.00 7.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/83      (407 - 410 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 09-05-2024 09:45:00 09-05-2024 16:42:00 0.29 0.00 0.00 0.00 6.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/604( 401-404 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 10-05-2024 09:36:00 10-05-2024 17:29:00 0.33 0.00 0.00 0.00 7.88 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1698( 404-405 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 08-05-2024 09:33:00 08-05-2024 17:32:00 0.33 0.00 0.00 0.00 7.98 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/956 (409-409Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 15-05-2024 09:18:00 15-05-2024 17:31:00 0.34 0.00 0.00 0.00 8.22 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3331(409 - 412Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 06-05-2024 09:32:00 06-05-2024 17:26:00 0.33 0.00 0.00 0.00 7.90 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3658( 407-409 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 02-05-2024 08:27:00 02-05-2024 17:22:00 0.37 0.00 0.00 0.00 8.92 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3220(405 - 408Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 04-05-2024 09:38:00 04-05-2024 17:14:00 0.32 0.00 0.00 0.00 7.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3503( 405-409 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 03-05-2024 09:42:00 03-05-2024 15:16:00 0.23 0.00 0.00 0.00 5.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/764( 407-410 Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 31-05-2024 09:27:00 31-05-2024 17:19:00 0.33 0.00 0.00 0.00 7.87 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1102 (406-410Kv).

BSR SR2-TUMKU-BR2_BAY_404R-BRTR 125MVAR, BUS REACTOR-2 AT TUMKUR SVRD 07-05-2024 09:35:00 07-05-2024 17:01:00 0.31 0.00 0.00 0.00 7.43 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1239 (407 - 407 Kv).

SR2-TUMKU-BR2_BAY_404R-BRTR 4.08 0.00 0.00 0.00 97.92 100.00

BSR SR2-TUTPS-REACBAY_409R-BRTR 63MVAR, BUS REACTOR AT TUTICORIN PS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TUTPS-REACBAY_409R-BRTR 0.00 0.00 0.00 0.00 0.00 100.00

BSR SR2-TVALM-BR1_BAY_415R-BRTR PUGALUR-1 _LINE_REACTOR_ 63MVAR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TVALM-BR1_BAY_415R-BRTR 0.00 0.00 0.00 0.00 0.00 100.00

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 02-05-2024 09:33:00 02-05-2024 18:10:00 0.36 0.00 0.00 0.00 8.62 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/617/454(767-773 Kv).

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 06-05-2024 10:27:00 06-05-2024 17:16:00 0.28 0.00 0.00 0.00 6.82 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/102     (750 - 758 Kv).

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 07-05-2024 15:04:00 07-05-2024 17:21:00 0.10 0.00 0.00 0.00 2.28 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2904 (754-765Kv).

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 27-05-2024 12:57:00 29-05-2024 17:54:00 2.21 0.00 0.00 0.00 52.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3506/2828( 747-756 Kv).

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 30-05-2024 09:32:00 30-05-2024 18:03:00 0.36 0.00 0.00 0.00 8.52 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3106 (744 - 754Kv).

BSR SR2-TVALM-BR1_BAY_701R-BRTR 240MVAR, BUS REACTOR-1 AT THIRUVALAM SVRD 25-05-2024 09:26:00 25-05-2024 17:35:00 0.34 0.00 0.00 0.00 8.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/573 (757-767Kv).

SR2-TVALM-BR1_BAY_701R-BRTR 3.65 0.00 0.00 0.00 87.34 100.00

BSR SR2-TVALM-BR2_BAY_703R-BRTR 240MVAR, BUS REACTOR-2 AT THIRUVALAM SVRD 02-05-2024 09:37:00 05-05-2024 08:02:00 2.93 0.00 0.00 0.00 70.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3507/2829( 756-767 Kv).

BSR SR2-TVALM-BR2_BAY_703R-BRTR 240MVAR, BUS REACTOR-2 AT THIRUVALAM SVRD 09-05-2024 10:20:00 09-05-2024 18:06:00 0.32 0.00 0.00 0.00 7.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1726/1336( 762-774 Kv).

BSR SR2-TVALM-BR2_BAY_703R-BRTR 240MVAR, BUS REACTOR-2 AT THIRUVALAM SVRD 15-05-2024 10:59:00 18-05-2024 01:46:00 2.62 0.00 0.00 0.00 62.78 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1095 (760-772Kv).

BSR SR2-TVALM-BR2_BAY_703R-BRTR 240MVAR, BUS REACTOR-2 AT THIRUVALAM SVRD 30-05-2024 09:37:00 31-05-2024 23:59:59 1.60 0.00 0.00 0.00 38.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/103     (758 - 766 Kv).

SR2-TVALM-BR2_BAY_703R-BRTR 7.47 0.00 0.00 0.00 179.35 100.00

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 21-05-2024 08:17:00 21-05-2024 21:38:00 0.56 0.00 0.00 0.00 13.35 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3328(400 - 400Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 13-05-2024 10:39:00 13-05-2024 21:16:00 0.44 0.00 0.00 0.00 10.62 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2505( 407-407 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 07-05-2024 08:27:00 08-05-2024 19:50:00 1.47 0.00 0.00 0.00 35.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3644( 403-403 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 10-05-2024 08:56:00 10-05-2024 23:08:00 0.59 0.00 0.00 0.00 14.20 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3080 (396 - 396 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 17-05-2024 08:50:00 17-05-2024 17:44:00 0.37 0.00 0.00 0.00 8.90 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3476( 398-398 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 24-05-2024 09:40:00 24-05-2024 18:36:00 0.37 0.00 0.00 0.00 8.93 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2790 (400-400Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 30-05-2024 08:17:00 30-05-2024 21:06:00 0.53 0.00 0.00 0.00 12.82 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1963 (404-404Kv)

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 27-05-2024 10:11:00 28-05-2024 20:07:00 1.41 0.00 0.00 0.00 33.93 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1223 (403 - 404 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 31-05-2024 08:32:00 31-05-2024 17:10:00 0.36 0.00 0.00 0.00 8.63 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/746( 406-408 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 22-05-2024 08:48:00 22-05-2024 17:34:00 0.37 0.00 0.00 0.00 8.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1531( 393-395 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 29-05-2024 08:36:00 29-05-2024 21:12:00 0.53 0.00 0.00 0.00 12.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2371(407 - 409Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 01-05-2024 00:00:01 01-05-2024 18:12:00 0.76 0.00 0.00 0.00 18.20 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1085 (405-407Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 04-05-2024 09:28:00 04-05-2024 20:29:00 0.46 0.00 0.00 0.00 11.02 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/590( 398-398 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 02-05-2024 08:32:00 03-05-2024 15:17:00 1.28 0.00 0.00 0.00 30.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/85      (402 - 405 Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 06-05-2024 08:51:00 06-05-2024 18:25:00 0.40 0.00 0.00 0.00 9.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/359(392 - 394Kv).

BSR SR2-YLHNK-BR2_BAY_409R-BRTR 63MVAR, BUS REACTOR-2 AT YELAHANKA SVRD 09-05-2024 08:35:00 09-05-2024 20:32:00 0.50 0.00 0.00 0.00 11.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3442 (394-396 Kv).

SR2-YLHNK-BR2_BAY_409R-BRTR 10.40 0.00 0.00 0.00 249.62 100.00

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 13-05-2024 10:44:00 13-05-2024 21:19:00 0.44 0.00 0.00 0.00 10.58 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2506( 408-408 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 24-05-2024 09:46:00 24-05-2024 18:41:00 0.37 0.00 0.00 0.00 8.92 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3477( 398-398 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 31-05-2024 08:34:00 31-05-2024 23:59:59 0.64 0.00 0.00 0.00 15.43 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3208(395 - 395Kv).
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Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 29-05-2024 08:38:00 29-05-2024 21:15:00 0.53 0.00 0.00 0.00 12.62 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3329(400 - 403Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 28-05-2024 09:32:00 28-05-2024 20:10:00 0.44 0.00 0.00 0.00 10.63 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3645( 403-403 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 30-05-2024 08:20:00 30-05-2024 21:11:00 0.54 0.00 0.00 0.00 12.85 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2791 (400-401Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 06-05-2024 08:53:00 07-05-2024 00:11:00 0.64 0.00 0.00 0.00 15.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1532( 396-396 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 04-05-2024 09:32:00 04-05-2024 20:32:00 0.46 0.00 0.00 0.00 11.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1224 (404 - 405 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 21-05-2024 08:22:00 21-05-2024 21:44:00 0.56 0.00 0.00 0.00 13.37 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1104 (396-397Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 07-05-2024 08:29:00 08-05-2024 19:55:00 1.48 0.00 0.00 0.00 35.43 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/747( 408-410 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 09-05-2024 09:41:00 10-05-2024 02:42:00 0.71 0.00 0.00 0.00 17.02 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2372(410 - 410Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 10-05-2024 08:59:00 11-05-2024 00:13:00 0.64 0.00 0.00 0.00 15.23 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/360(394 - 394Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 01-05-2024 00:00:01 03-05-2024 15:21:00 2.64 0.00 0.00 0.00 63.35 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/591( 398-400 Kv).

BSR SR2-YLHNK-BR3_BAY_410R-BRTR 63MVAR, BUS REACTOR-3 AT YELAHANKA SVRD 22-05-2024 08:53:00 22-05-2024 17:37:00 0.36 0.00 0.00 0.00 8.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3443 (396-399 Kv).

SR2-YLHNK-BR3_BAY_410R-BRTR 10.45 0.00 0.00 0.00 250.46 100.00

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 22-05-2024 08:43:00 22-05-2024 17:31:00 0.37 0.00 0.00 0.00 8.80 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3327(400 - 400Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 30-05-2024 08:14:00 30-05-2024 16:33:00 0.35 0.00 0.00 0.00 8.32 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3079 (395 - 396 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 07-05-2024 08:23:00 08-05-2024 19:46:00 1.47 0.00 0.00 0.00 35.38 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2789 (399-400Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 15-05-2024 09:20:00 17-05-2024 00:27:00 1.63 0.00 0.00 0.00 39.12 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2504( 404-407 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 13-05-2024 10:36:00 13-05-2024 21:12:00 0.44 0.00 0.00 0.00 10.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3643( 401-403 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 21-05-2024 08:14:00 21-05-2024 21:34:00 0.56 0.00 0.00 0.00 13.33 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3475( 398-398 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 10-05-2024 08:52:00 10-05-2024 23:06:00 0.59 0.00 0.00 0.00 14.23 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/745( 404-406 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 17-05-2024 08:46:00 17-05-2024 17:40:00 0.37 0.00 0.00 0.00 8.90 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1699( 397-398 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 31-05-2024 08:27:00 31-05-2024 17:06:00 0.36 0.00 0.00 0.00 8.65 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1530( 393-393 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 09-05-2024 08:33:00 09-05-2024 20:29:00 0.50 0.00 0.00 0.00 11.93 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2370(406 - 407Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 04-05-2024 09:25:00 05-05-2024 21:19:00 1.50 0.00 0.00 0.00 35.90 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/ 1222 (403 - 403 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 06-05-2024 08:48:00 06-05-2024 18:21:00 0.40 0.00 0.00 0.00 9.55 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1962 (404-404Kv)

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 02-05-2024 08:29:00 03-05-2024 15:15:00 1.28 0.00 0.00 0.00 30.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1084 (402-405Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 24-05-2024 09:36:00 24-05-2024 18:33:00 0.37 0.00 0.00 0.00 8.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/358(392 - 392Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 01-05-2024 00:00:01 01-05-2024 18:09:00 0.76 0.00 0.00 0.00 18.15 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/589( 396-398 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 29-05-2024 08:33:00 29-05-2024 21:09:00 0.53 0.00 0.00 0.00 12.60 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/84      (401 - 402 Kv).

BSR SR2-YLHNK-REACBAY-407R-BRTR 63MVAR, BUS REACTOR-1 AT YELAHANKA SVRD 27-05-2024 10:08:00 28-05-2024 20:05:00 1.42 0.00 0.00 0.00 33.95 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/3441 (394-394 Kv).

SR2-YLHNK-REACBAY-407R-BRTR 12.90 0.00 0.00 0.00 309.13 100.00

CKT B-BHAVN-ARANI-ACL-C1 230kV BHAVINI-ARANI(TANTRANSCO)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-BHAVN-ARANI-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-BHAVN-ARANI-ACL-C2 230kV BHAVINI-ARANI(TANTRANSCO)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-BHAVN-ARANI-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-BHAVN-KPRAM-ACL-C1 230kV BHAVINI-KANCHIPURAM(TANTRANSCO)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-BHAVN-KPRAM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-BHAVN-KPRAM-ACL-C2 230kV BHAVINI-KANCHIPURAM(TANTRANSCO)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-BHAVN-KPRAM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-BHAVN-SIRUS-ACL-C1 230 KV-BHAVNI-SIRUSERI-1 OSPD 26-05-2024 08:57:00 26-05-2024 14:22:00 0.23 0.00 0.00 0.00 5.42 * Shutdown availed on emergency basis by Siruseri SS (TANTRANSCO) for  attending  Bus side HOTSPOT at their end vide code CR-

05/2975.

B-BHAVN-SIRUS-ACL-C1 0.23 0.00 0.00 0.00 5.42 100.00

CKT B-BHAVN-SIRUS-ACL-C2 230 KV-BHAVNI-SIRUSERI-2 OSPD 26-05-2024 08:57:00 26-05-2024 14:23:00 0.23 0.00 0.00 0.00 5.43 * Shutdown availed on emergency basis by Siruseri SS (TANTRANSCO) for  attending  Bus side HOTSPOT at their end vide code CR-

05/2976.

B-BHAVN-SIRUS-ACL-C2 0.23 0.00 0.00 0.00 5.43 100.00

CKT B-EDPAN-EDMON-ACL-C1 220kV EDAPPON(KSEB)-EDAMON(KSEB) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-EDPAN-EDMON-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-KARKL-BOHOR-ACL-C1 230kV KARAIKAL(PED)-BAHOUR(PED) OMSU 19-05-2024 17:59:00 20-05-2024 00:41:00 0.28 0.00 6.70 0.00 0.00 * Line Tripped at Bahor End Only due to CVT Fuse Fail in R <(>&<)> B  Phase. Line was on charge condition from Karaikal End.** Note: 

Bay at Both end Belongs to PED.

CKT B-KARKL-BOHOR-ACL-C1 230kV KARAIKAL(PED)-BAHOUR(PED) OSPD 08-05-2024 10:36:00 08-05-2024 17:18:00 0.28 0.00 0.00 0.00 6.70 * Shutdown availed for To carry out strengthening of free end side of Main  bus 2 isolator of 230 KV Karaikal feeder for split arrangement 

at Bahour  230 KV Auto SS end vide SRLDC code: 05/966

B-KARKL-BOHOR-ACL-C1 0.56 0.00 6.70 0.00 6.70 100.00

CKT B-KUDRA-EDMON-ACL-C2 220kV KUNDRA(KSEB)-EDAMON(KSEB) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-KUDRA-EDMON-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-KYKLM-EDPAN-ACL-C1 220kV KAYAMKULAM(KSEB)-EDAPPON(KSEB) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-KYKLM-EDPAN-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-KYKLM-KUDRA-ACL-C2 220kV KAYAMKULAM(KSEB)-KUNDRA(KSEB) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-KYKLM-KUDRA-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-KYKLM-PALOM-ACL-C2 220kV KAYAMKULAM(KSEB)-POLLAM(KSEB)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-KYKLM-PALOM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-KYKLM-PNPRA-ACL-C1 220kV KAYAMKULAM(KSEB)-PUNNAPRA(KSEB)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-KYKLM-PNPRA-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-NEVLI-KARKL-ACL-C1 230kV NEYVELI(NLC)-KARAIKAL(PED)-1 LPRD 06-05-2024 21:40:00 07-05-2024 08:13:00 0.44 0.00 0.00 0.00 10.55 * Hand tripped as per SRLDC instruction for power regulation in the system  vide SRLDC code no. CR- 05/691

B-NEVLI-KARKL-ACL-C1 0.44 0.00 0.00 0.00 10.55 100.00

CKT B-NEVLI-VILLI-ACL-C1 230kV NEYVELI(NLC)-VILLIANUR(PED)-1 LPRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped at Neyveli end only as per SRLDC instruction for power  regulation in the system vide SRLDC code no. CR- 03/4326.

B-NEVLI-VILLI-ACL-C1 31.00 0.00 0.00 0.00 744.00 100.00

CKT B-PNPRA-PALOM-ACL-C1 220kV PUNNAPRA(KSEB)-POLLAM(KSEB)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-PNPRA-PALOM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-TIRUN-EDMON-ACL-C1 220kV TIRUNELVELI-EDAMON(KSEB)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-TIRUN-EDMON-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT B-TIRUN-EDMON-ACL-C2 220kV TIRUNELVELI-EDAMON(KSEB)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

B-TIRUN-EDMON-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-ALTY4-TVLAM-ACL-C1 400 KV ALMATY-TIRUVALAM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-ALTY4-TVLAM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-ALTY4-TVLAM-ACL-C2 400 KV ALMATY-TIRUVALAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-ALTY4-TVLAM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-ALTY4-VALUR-ACL-C1 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-1LART 10-05-2024 06:19:00 10-05-2024 06:19:00 0.00 0.00 0.00 0.00 0.00 * Auto reclosed successfully on Rph-N (Ph-earth) transient fault. Alamaty  End: M1/M2 FLR: 3.141/2.7 kM, FC: 20.29/18 KA, Vallur End: 

M1/M2 23/23  KM, FC:8/8 KA.
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Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

CKT C-ALTY4-VALUR-ACL-C1 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-1LART 11-05-2024 04:16:00 11-05-2024 04:16:00 0.00 0.00 0.00 0.00 0.00 * Autoreclose successful on R-G Fault. Almathy end details: M1: 3.07kms,  22.34kA, M2: 2.7kms, 10.75kA, Vallur end details: M1: 

27kms, 6.28kA, M2:  27kms, 6.28kA, Fault come under Sriperumbudur TLM portion.

CKT C-ALTY4-VALUR-ACL-C1 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-1LART 12-05-2024 05:36:00 12-05-2024 05:36:00 0.00 0.00 0.00 0.00 0.00 * Autoreclose successful on R-G Fault. Almathy end details: M1: FL:  2.99kms, FC: 21.32kA, M2: FL: 2.7kms, FC: Not recorded, Vallur 

end  details: M1: FL: 27.5kms, FC: 6.2kA, M2: FL: 27.5kms, FC: 6.2kA, Fault  come under Sriperumbudur TLM portion.

CKT C-ALTY4-VALUR-ACL-C1 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-1OSPT 12-05-2024 08:34:00 12-05-2024 18:44:00 0.42 10.17 0.00 0.00 0.00 * Emergency Shut down availed for insulator replacement works vide SRLDC  code no. CR-05/1439

C-ALTY4-VALUR-ACL-C1 0.42 10.17 0.00 0.00 0.00 98.63

CKT C-ALTY4-VALUR-ACL-C2 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-2OSPT 28-05-2024 08:31:00 28-05-2024 19:24:00 0.45 10.88 0.00 0.00 0.00 * Emergency Shut down availed for defective insulator replacement works  vide SRLDC code no. CR-05/3191.

CKT C-ALTY4-VALUR-ACL-C2 400kV ALMTHY(TANTRANSCO)-VALLUR(NTECL)-2LEFT 10-05-2024 04:06:00 10-05-2024 20:51:00 0.70 16.75 0.00 0.00 0.00 * Line tripped on Y ph-N (Ph-earth) persistant fault. Almathy End: M1/M2  FLR: 2.743/2.7 kM, FC: 22.11/10.9 KM, Z1, Vallur End: M1/M2 

F= LR=30.5/30.5 KM, FC:5.87/5.87 KA, Z2.Fault is in Sriperumbudur TLM jurisdiction.

C-ALTY4-VALUR-ACL-C2 1.15 27.63 0.00 0.00 0.00 96.29

CKT C-CHITR-SRDRC-ACL-C1 400kV CHITTOOR(APTRANSCO)-SRIPERUMBUDUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-CHITR-SRDRC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-GOTYC-SMNHL-ACL-C1 400kV GOOTY-SOMANAHALLI LART 05-05-2024 16:58:00 05-05-2024 16:58:00 0.00 0.00 0.00 0.00 0.00 * Auto reclosed successfully on R -G fault. Somanahalli end details: M1:   FLR:  130.20 KM, FC: 2.34 KAmps,  M2:  FLR: 128.7 KM, FC: 

2.48 KAmps.  Gooty end details:M1:  FLR: 182.6 KM, FC: 3.047 KAmps,  M2:  FLR: 179.02  KM, FC: 3.061 Kamps* Fault is in Ye

CKT C-GOTYC-SMNHL-ACL-C1 400kV GOOTY-SOMANAHALLI SCSD 10-05-2024 09:28:00 12-05-2024 17:50:00 2.35 0.00 0.00 0.00 56.37 * Line tripped on R -G persisting fault. Somanahalli end details: M1:   FLR:  107.3 KM, FC: 2.989 KAmps,  M2:  FLR: 106.9 KM, FC: 3.139 

KAmps.  Gooty end details:M1:  FLR: 204 KM, FC: 1.86 KAmps,  M2:  FLR: 196 KM,  FC: 2.37 Kamps* Fault is in Yelahanka T

CKT C-GOTYC-SMNHL-ACL-C1 400kV GOOTY-SOMANAHALLI LMAC 04-05-2024 16:25:00 04-05-2024 16:57:00 0.02 0.00 0.00 0.53 0.00 * Shutdown availed for relay retrofitting works under ADD CAP by SR-1 at  Gooty end vide code CR-05/1235.On opportunity 

basis,Somanahalli SS,TLM  and Yelahanka TLM is working.

C-GOTYC-SMNHL-ACL-C1 2.37 0.00 0.00 0.53 56.37 100.00

CKT C-HASSN-MYSEC-ACL-C1 400kV HASSAN-MYSORE-1 LVRD 13-05-2024 01:39:00 13-05-2024 08:11:00 0.27 0.00 0.00 0.00 6.53 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1496 (422 - 421 Kv).

C-HASSN-MYSEC-ACL-C1 0.27 0.00 0.00 0.00 6.53 100.00

CKT C-HASSN-MYSEC-ACL-C2 400kV HASSAN-MYSORE-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-HASSN-MYSEC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-HASSN-TALAG-ACL-C1 400kV HASSAN-TALAGUPPA(KPTCL)-1 OSPD 04-05-2024 17:10:00 04-05-2024 18:58:00 0.08 0.00 0.00 0.00 1.80 * Emergency Shut down availed by KPTCL for tree cutting works at Loc. No.  378 <(>&<)> 379 vide SRLDC code no. CR-05/437.

C-HASSN-TALAG-ACL-C1 0.08 0.00 0.00 0.00 1.80 100.00

CKT C-HOSRC-SALEM-ACL-C1 400kV HOSUR-SALEM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-HOSRC-SALEM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-HOSRC-SALEM-ACL-C2 400kV HOSUR-SALEM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-HOSRC-SALEM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KAIGA-NRNDR-ACL-C1 400kV KAIGA(NPCIL)-NARENDRA-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KAIGA-NRNDR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KAIGA-NRNDR-ACL-C2 400kV KAIGA(NPCIL)-NARENDRA-2 GOVC 11-05-2024 18:02:00 11-05-2024 18:10:00 0.01 0.00 0.00 0.13 0.00 * Line kept open as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1400

CKT C-KAIGA-NRNDR-ACL-C2 400kV KAIGA(NPCIL)-NARENDRA-2 LVRD 11-05-2024 18:10:00 11-05-2024 22:36:00 0.19 0.00 0.00 0.00 4.43 * Line kept open as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1400

CKT C-KAIGA-NRNDR-ACL-C2 400kV KAIGA(NPCIL)-NARENDRA-2 GOVC 01-05-2024 18:04:00 01-05-2024 20:00:00 0.08 0.00 0.00 1.93 0.00 * Line tripped on operation of over voltage stage-1 protection operated   at Narendra end. Direct trip signal send to Kaiga end.

C-KAIGA-NRNDR-ACL-C2 0.28 0.00 0.00 2.06 4.43 100.00

CKT C-KAIGA-SIRSI-ACL-C1 400kV KAIGA(NPCIL)-GUTTUR(KPTCL)-1 OMSU 21-05-2024 15:50:00 21-05-2024 16:49:00 0.04 0.00 0.98 0.00 0.00 * Line tripped on B -G fault at Guttur end only and Auto reclosed  successfully at Kaiga end . Kaiga end details: M1:  FLR:  209.1 KM, FC:  

1.2 KAmps,  M2:  FLR: 186.4 KM, FC: 1.2 KAmps. Guttur end details:M1:   FLR: 23.73 KM, FC:14.40 KAmps,  M2:  FLR: 2

C-KAIGA-SIRSI-ACL-C1 0.04 0.00 0.98 0.00 0.00 100.00

CKT C-KAIGA-SIRSI-ACL-C2 400kV KAIGA(NPCIL)-GUTTUR(KPTCL)-2 OSPD 22-05-2024 10:55:00 29-05-2024 10:44:00 6.99 0.00 0.00 0.00 167.82 * Shut down availed by Kaiga for CB-2A replacement and replacment of line  CT-10 vide SRLDC code no. CR-05/2517.

CKT C-KAIGA-SIRSI-ACL-C2 400kV KAIGA(NPCIL)-GUTTUR(KPTCL)-2 OSPD 13-05-2024 20:24:00 13-05-2024 23:07:00 0.11 0.00 0.00 0.00 2.72 * Emergency shutdown availed by NPCIL-Kaiga for attending spark in 417 bay  isolator (DS13A) bolt of the fixed contact at Kaiga. 418 

bay of the said  line is also out of service at Kaiga end vide  SRLDC code no. CR-  05/1560

CKT C-KAIGA-SIRSI-ACL-C2 400kV KAIGA(NPCIL)-GUTTUR(KPTCL)-2 LVRD 21-05-2024 03:51:00 21-05-2024 06:21:00 0.10 0.00 0.00 0.00 2.50 * Hand tripped as per SRLDC instruction for voltage* regulation in the system vide SRLDC code no. CR 05/2355.

C-KAIGA-SIRSI-ACL-C2 7.20 0.00 0.00 0.00 173.04 100.00

CKT C-KARAI-MDRIC-ACL-C1 400kV KARAIKUDI-MADURAI LEFT 10-05-2024 16:57:00 13-05-2024 02:39:00 2.40 57.70 0.00 0.00 0.00 * Line tripped on R-G fault.* Madurai end details: M1:  FLR: 37.9 KM, FC: 6.6 KAmps,  M2:  FLR: 37.1  KM, FC: 7.4 Kamps.* Karaikudi 

end details:M1:  FLR: 86.9 KM, FC: 3.71 KAmps,  M2:  FLR: 88.9  KM, FC: 3.58 Kamps* Fault is in Madurai TLM Jurisdiction.

C-KARAI-MDRIC-ACL-C1 2.40 57.70 0.00 0.00 0.00 92.24

CKT C-KKULM-TIRUN-ACL-C1 400kV KUDAMKULAM(NPCIL)-TIRUNELVELI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KKULM-TIRUN-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KKULM-TIRUN-ACL-C2 400kV KUDAMKULAM(NPCIL)-TIRUNELVELI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KKULM-TIRUN-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KKULM-TIRUN-ACL-C3 400kV KUDAMKULAM(NPCIL)-TIRUNELVELI-3 OSPD 08-05-2024 07:17:00 08-05-2024 18:55:00 0.49 0.00 0.00 0.00 11.63 * Shut down availed by Kudankulam for maintenance works vide SRLDC code  no. CR-05/922

C-KKULM-TIRUN-ACL-C3 0.49 0.00 0.00 0.00 11.63 100.00

CKT C-KOCHI-KOTYM-ACL-C1 400KV-KOCHI-KOTTAYAM-1 LART 11-05-2024 16:14:00 11-05-2024 16:14:00 0.00 0.00 0.00 0.00 0.00 * Line autoreclosed successfully on Y-G fault.* Kochi end details: M1:  FLR: 0.7 KM, FC: 10.39 KAmps,  M2:  FLR: 0.6 KM,  FC: 12.76 

Kamps.* Kottayam end details: M1:  FLR: 40.8 KM, FC: 3.87 KAmps,  M2: NR.* Fault is in Kochi TLM Jurisdiction.

C-KOCHI-KOTYM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KOCHI-KOTYM-ACL-C2 400KV-KOCHI-KOTTAYAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KOCHI-KOTYM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KOLAR-HOODY-ACL-C1 400kV KOLAR-HOODY(KPTCL)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KOLAR-HOODY-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KOLAR-HOODY-ACL-C2 400kV KOLAR-HOODY(KPTCL)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KOLAR-HOODY-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KOLAR-HOSRC-ACL-C1 400kV KOLAR-HOSUR-1 LCSD 21-05-2024 09:04:00 29-05-2024 09:40:00 8.03 0.00 0.00 0.00 192.60 * Shut down availed for NHAI diversion works vide SRLDC code no.  CR-05/2391

C-KOLAR-HOSRC-ACL-C1 8.03 0.00 0.00 0.00 192.60 100.00

CKT C-KOLAR-HOSRC-ACL-C2 400kV KOLAR-HOSUR-2 LCSD 21-05-2024 09:06:00 29-05-2024 09:42:00 8.03 0.00 0.00 0.00 192.60 * Shut down availed for NHAI diversion works vide SRLDC code no.  CR-05/2392

C-KOLAR-HOSRC-ACL-C2 8.03 0.00 0.00 0.00 192.60 100.00

CKT C-KOLAR-MYLAS-ACL-C1 400kV KOLAR-MYLASANDRA (KPTCL) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KOLAR-MYLAS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KOLAR-TVLAM-ACL-C1 400kV KOLAR-THIRUVALAM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KOLAR-TVLAM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KUDGI-NRNDR-ACL-C1 400kV KUDGI GIS-NARENDRA-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KUDGI-NRNDR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KUDGI-NRNDR-ACL-C2 400kV KUDGI GIS-NARENDRA-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00
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C-KUDGI-NRNDR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-KUNTA-KOLAR-ACL-C1 400kV NP KUNTA-KOLAR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-KUNTA-KOLAR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-PUGAL-ACL-C1 400kV MADURAI-PUGALUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-PUGAL-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-PUGAL-ACL-C2 400kV MADURAI-PUGALUR-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-PUGAL-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-TIRUN-ACL-C1 400kV MADURAI-TIRUNELVELI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-TIRUN-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-TIRUN-ACL-C2 400kV MADURAI-TIRUNELVELI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-TIRUN-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-TUTPS-ACL-C1 400kV MADURAI-TUTICORIN PS-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-TUTPS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-TUTPS-ACL-C2 400kV MADURAI-TUTICORIN PS-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MDRIC-TUTPS-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MDRIC-UDPTC-ACL-C1 400kV UDUMALPET-MADURAI OSPD 05-05-2024 08:33:00 07-05-2024 15:47:00 2.30 0.00 0.00 0.00 55.23 * Shut down availed by TNEB for stringing works vide SRLDC code no.  CR-05/504

C-MDRIC-UDPTC-ACL-C1 2.30 0.00 0.00 0.00 55.23 100.00

CKT C-MYSEC-HIYRC-ACL-C1 400kV MYSORE-HIRIYUR LVRD 21-05-2024 00:22:00 27-05-2024 10:41:00 6.43 0.00 0.00 0.00 154.32 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2346(425 -424 Kv).

CKT C-MYSEC-HIYRC-ACL-C1 400kV MYSORE-HIRIYUR LVRD 20-05-2024 05:14:00 20-05-2024 08:39:00 0.14 0.00 0.00 0.00 3.42 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2228 (428-420Kv).

C-MYSEC-HIYRC-ACL-C1 6.57 0.00 0.00 0.00 157.74 100.00

CKT C-MYSEC-KOZKD-ACL-C1 400kV MYSORE-KOZHIKODE-1 LART 22-05-2024 21:53:00 22-05-2024 21:53:00 0.00 0.00 0.00 0.00 0.00 * Auto reclosed successfully on BN (Ph-earth) transient fault.* Mysore end readings:* Main-1:F.L:91.56KM,F.C:3.35kA, Main-

2:F.L:93.7kM,F.C:3.25kA.* Kozhikode end readings:* Main-1:F.L:Not recorded, F.C:3.164kA, Main-2:F.L:127.9kM,F.C:3.14kA.* Fault 

angle:

C-MYSEC-KOZKD-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-MYSEC-KOZKD-ACL-C2 400kV MYSORE-KOZHIKODE-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-MYSEC-KOZKD-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NEVL2-NEVL1-ACL-C1 400kV NEYVELLI TS2-NEYVELLI TS1 EXP 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NEVL2-NEVL1-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NEVLI-PUGAL-ACL-C1 400kV NEYVELI TS2(NLC)-KARUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NEVLI-PUGAL-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NEVLI-PUGAL-ACL-C2 400kV NEYVELLI TS2 EXP(NLC) EXP-KARUR LART 10-05-2024 18:32:00 10-05-2024 18:32:00 0.00 0.00 0.00 0.00 0.00 * Line autoreclosed successfully on B-G fault.* Karur end details: M1:  FLR: 68.4 KM, FC: 4.7 KAmps,  M2:  FLR: 69.3 KM,  FC: 4.6 

Kamps.* Neyveli TS2 Exp end details:M1:  FLR: 120.2 KM, FC: 2.78 KAmps,  M2: NR* Fault is in Karur TLM Jurisdiction.

C-NEVLI-PUGAL-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NEVLI-SALEM-ACL-C2 400kV NEYVELI(NLC)-SALEM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NEVLI-SALEM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NGPTM-NEVL1-ACL-C1 400kV NAGAPATTINAM-NEYVELI TS1(NLC) EXP 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NGPTM-NEVL1-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NGPTM-NEVL2-ACL-C1 400kV NAGAPATTINAM-NEYVELI TS2(NLC) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NGPTM-NEVL2-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NMGLA-BIDAD-ACL-C1 400kV NELAMANGALA(KPTCL)-BIDADI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NMGLA-BIDAD-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NMGLA-BIDAD-ACL-C2 400kV NELAMANGALA(KPTCL)-BIDADI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NMGLA-BIDAD-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NMGLA-HASSN-ACL-C1 400kV NELAMANGALA(KPTCL)-HASSAN-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NMGLA-HASSN-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NMGLA-MYSEC-ACL-C1 400kV NELAMANGALA(KPTCL)-MYSORE-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NMGLA-MYSEC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NMGLA-MYSEC-ACL-C2 400kV NELAMANGALA(KPTCL)-MYSORE-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NMGLA-MYSEC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NNTPS-ARYLR-ACL-C1 400kV NNTPS(NLC)-ARIYALUR(TNEB)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NNTPS-ARYLR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NNTPS-ARYLR-ACL-C2 400kV NNTPS(NLC)-ARIYALUR(TNEB)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NNTPS-ARYLR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NNTPS-PUDDU-ACL-C1 400kV NNTPS(NLC)-PUDUCHERRY-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-NNTPS-PUDDU-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-NRNDR-DGIRI-ACL-C1 400kV NARENDRA-GUTTUR(KPTCL)-1 OSPT 15-05-2024 15:13:00 15-05-2024 18:37:00 0.14 3.40 0.00 0.00 0.00 * Emergency shutdown availed for rectification work of Jumper (copper  band) at Loc no: 241 vide SRLDC code: 05/1749

C-NRNDR-DGIRI-ACL-C1 0.14 3.40 0.00 0.00 0.00 99.54

CKT C-NRNDR-DGIRI-ACL-C2 400kV NARENDRA-GUTTUR(KPTCL)-2 LVRD 21-05-2024 02:11:00 21-05-2024 06:55:00 0.20 0.00 0.00 0.00 4.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2165 ( 430- 430Kv).

CKT C-NRNDR-DGIRI-ACL-C2 400kV NARENDRA-GUTTUR(KPTCL)-2 LVRD 19-05-2024 01:54:00 20-05-2024 07:39:00 1.24 0.00 0.00 0.00 29.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2351(426 -423 Kv).

C-NRNDR-DGIRI-ACL-C2 1.44 0.00 0.00 0.00 34.48 100.00

CKT C-PGLDC-ARSUR-ACL-C1 400kV PUGALUR-ARASUR-1 OSPT 21-05-2024 09:08:00 21-05-2024 17:36:00 0.35 8.47 0.00 0.00 0.00 * Shut down availed for warranty test vide SRLDC code no. CR-05/2394

C-PGLDC-ARSUR-ACL-C1 0.35 8.47 0.00 0.00 0.00 98.86

CKT C-PGLDC-ARSUR-ACL-C2 400kV PUGALUR-ARASUR-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PGLDC-ARSUR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PGLDC-EDAYA-ACL-C1 400kV PUGALUR GIS-E.PALAYM(TANTRANSCO)-1OSPT 11-05-2024 09:35:00 11-05-2024 18:43:00 0.38 9.13 0.00 0.00 0.00 * Shutdown availed for performing Warranty tests of GIS switchgears and  AMP works at Pugalur HVDC end vide code CR-05/1384.

C-PGLDC-EDAYA-ACL-C1 0.38 9.13 0.00 0.00 0.00 98.77

CKT C-PGLDC-EDAYA-ACL-C2 400kV PUGALUR GIS-E.PALAYM(TANTRANSCO)-2OSPT 12-05-2024 09:20:00 12-05-2024 17:53:00 0.36 8.55 0.00 0.00 0.00 * Shut down availed for GIS switchgear warranty test <(>&<)> AMP works  vide SRLDC code no. CR-05/1444

C-PGLDC-EDAYA-ACL-C2 0.36 8.55 0.00 0.00 0.00 98.85

CKT C-PGLDC-KRRPS-ACL-C1 400kV PUGALUR GIS-KARUR PS-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PGLDC-KRRPS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PGLDC-KRRPS-ACL-C2 400kV PUGALUR GIS-KARUR PS-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PGLDC-KRRPS-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PGLDC-TVALM-ACL-C1 400kV PUGALUR-TIRUVALAM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PGLDC-TVALM-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PGLDC-TVALM-ACL-C2 400kV PUGALUR-TIRUVALAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PGLDC-TVALM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PLKAD-TCRNC-ACL-C1 400kV PALAKKAD-TRICHUR-1 OSPT 22-05-2024 15:24:00 22-05-2024 20:13:00 0.20 4.82 0.00 0.00 0.00 * Shutdown availed for replacement of damaged pilot insulators at Loc  no.s: 318 <(>&<)> 322 vide SRLDC code: 05/2560
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Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

CKT C-PLKAD-TCRNC-ACL-C1 400kV PALAKKAD-TRICHUR-1 LPPT 21-05-2024 20:18:00 21-05-2024 21:46:00 0.06 1.47 0.00 0.00 0.00 * Line tripped on R -Y fault. Palakkad end details: M1:  FLR: 68.6 KM, FC:  IR(3.7 Kamps),IY(5.6 Kamps) M2:  FLR: 67.25 KM, FC: 

IR(3.22 Kamps)= ,IY(3.97 Kamps). THRISSUR end details: M1:  FLR: 12.44 KM, FC: IR (6.95 Kamps),IY(12.55 Kamps) M2:  FLR: 12.04

C-PLKAD-TCRNC-ACL-C1 0.26 6.29 0.00 0.00 0.00 99.16

CKT C-PLKAD-TCRNC-ACL-C2 400kV PALAKKAD-TRICHUR-2 LART 21-05-2024 20:18:00 21-05-2024 20:18:00 0.00 0.00 0.00 0.00 0.00 * Line Autoreclosed successfully on R -G fault. Palakkad end details: M1:   FLR: 48.47 KM, FC: 3.64 Kamps, M2:  FLR: 53.13 KM, FC: 

3.06 Kamps.  THRISSUR end details: M1:  FLR: 10.79 KM, FC: 6.58 Kamps, M2:  FLR:  10.39KM, FC: 6.49 Kamps* Fault is in Thris

C-PLKAD-TCRNC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PUDDU-SUNGU-ACL-C1 400kV PUDUCHERRY-SVCHATRAM(TANTRANSCO)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PUDDU-SUNGU-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PUGAL-KRRPS-ACL-C1 400kV PUGALUR HVAC-KARUR PS-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PUGAL-KRRPS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PUGAL-KRRPS-ACL-C2 400kV PUGALUR HVAC-KARUR PS-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PUGAL-KRRPS-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PVGDA-BPLSS-ACL-C1 400kV PAVAGADA-BELLARY(KPTCL)-1 OSPD 15-05-2024 10:03:00 15-05-2024 16:14:00 0.26 0.00 0.00 0.00 6.18 * Shut down availed by KPTCL for quaterly maintenance works vide SRLDC  code no. CR-05/1715.

C-PVGDA-BPLSS-ACL-C1 0.26 0.00 0.00 0.00 6.18 100.00

CKT C-PVGDA-BPLSS-ACL-C2 400kV PAVAGADA-BELLARY(KPTCL)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PVGDA-BPLSS-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PVGDA-DEVNH-ACL-C1 400 KV PAVAGADA-DEVANAHALLI(KPTCL)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PVGDA-DEVNH-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PVGDA-DEVNH-ACL-C2 400 kV PAVAGADA-DEVANAHALLI(KPTCL)-2 OMSU 18-05-2024 19:33:00 18-05-2024 19:54:00 0.02 0.00 0.35 0.00 0.00 * Emergency Shut down availed for removing foreign material from line  conductor vide SRLDC code no. CR-05/1360.

CKT C-PVGDA-DEVNH-ACL-C2 400 kV PAVAGADA-DEVANAHALLI(KPTCL)-2 OSPT 11-05-2024 16:10:00 11-05-2024 18:56:00 0.12 2.77 0.00 0.00 0.00 * Line AR sucessful at Pavagada end and tripped at Devanahalli end on Y -G  fault. Pavagada end details: M1:  FLR: 61.7 KM, FC: 5.86 

KAmps,  M2:   FLR: 59.87 KM, FC: 5.988 KAmps. Devanahalli end details:M1:  FLR: NR  KM, FC:NR KAmps,  M2:  FLR: 112.4 KM,

C-PVGDA-DEVNH-ACL-C2 0.14 2.77 0.35 0.00 0.00 99.63

CKT C-PVGDA-HIYRC-ACL-C1 400kV PAVAGADA-HIRIYUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PVGDA-HIYRC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PVGDA-MADGR-ACL-C1 400kV PAVAGADA-TUMKUR-1 LVRD 23-05-2024 18:41:00 24-05-2024 08:34:00 0.58 0.00 0.00 0.00 13.88 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2727.

CKT C-PVGDA-MADGR-ACL-C1 400kV PAVAGADA-TUMKUR-1 LVRD 24-05-2024 18:44:00 30-05-2024 10:57:00 5.68 0.00 0.00 0.00 136.22 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2847 (416 - 412 Kv).

CKT C-PVGDA-MADGR-ACL-C1 400kV PAVAGADA-TUMKUR-1 LVRD 19-05-2024 00:59:00 20-05-2024 08:42:00 1.32 0.00 0.00 0.00 31.72 * Line AR sucessful at Pavagada end and tripped at Devanahalli end on Y -G  fault (Bottom conductor, FA:82 Degree) . Pavagada end 

details: M1:  FLR:  61.7 KM, FC: 5.86 KAmps,  M2:  FLR: 59.87 KM, FC: 5.988 KAmps.  Devanahalli end details:M1:  FLR: NR KM,

CKT C-PVGDA-MADGR-ACL-C1 400kV PAVAGADA-TUMKUR-1 LVRD 13-05-2024 01:35:00 13-05-2024 06:41:00 0.21 0.00 0.00 0.00 5.10 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1497 (432 - 432 Kv).

C-PVGDA-MADGR-ACL-C1 7.79 0.00 0.00 0.00 186.92 100.00

CKT C-PVGDA-MADGR-ACL-C2 400kV PAVAGADA-TUMKUR-2 LVRD 23-05-2024 00:11:00 23-05-2024 08:45:00 0.36 0.00 0.00 0.00 8.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2640 (429-427Kv).

CKT C-PVGDA-MADGR-ACL-C2 400kV PAVAGADA-TUMKUR-2 LART 06-05-2024 18:51:00 06-05-2024 18:51:00 0.00 0.00 0.00 0.00 0.00 * Line auto reclosed sucessful on B-G fault. Tumkur end details: M1:  FLR:   N/R KM, FC: N/R  KAmps,  M2:  FLR: 132.7 KM, FC: 2.8 

KAmps. PAVAGADA  end details:M1:  FLR: 33.7 KM, FC:10.4 KAmps,  M2:  FLR: 33.4 KM, FC:  9.8 Kamps* Fault is in PAVAGADA Juris

CKT C-PVGDA-MADGR-ACL-C2 400kV PAVAGADA-TUMKUR-2 LVRD 13-05-2024 00:34:00 22-05-2024 10:19:00 9.41 0.00 0.00 0.00 225.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1495 (429 - 429 Kv).

C-PVGDA-MADGR-ACL-C2 9.77 0.00 0.00 0.00 234.32 100.00

CKT C-PVGDA-MADGR-ACL-C3 400kV PAVAGADA-TUMKUR-3 LVRD 13-05-2024 03:32:00 13-05-2024 10:42:00 0.30 0.00 0.00 0.00 7.17 * Hand tripped as per SRLDC instruction for voltage* regulation in the system vide SRLDC code no. CR 05/1503 (432-432).

CKT C-PVGDA-MADGR-ACL-C3 400kV PAVAGADA-TUMKUR-3 LVRD 24-05-2024 18:54:00 27-05-2024 10:26:00 2.65 0.00 0.00 0.00 63.53 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2337 (422-422Kv).

CKT C-PVGDA-MADGR-ACL-C3 400kV PAVAGADA-TUMKUR-3 LVRD 20-05-2024 20:33:00 23-05-2024 08:38:00 2.50 0.00 0.00 0.00 60.08 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2848 (412 - 412 Kv).

C-PVGDA-MADGR-ACL-C3 5.45 0.00 0.00 0.00 130.78 100.00

CKT C-PVGDA-MADGR-ACL-C4 400kV PAVAGADA-TUMKUR-4 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-PVGDA-MADGR-ACL-C4 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-PVGDA-MYSEC-ACL-C1 400kV PAVAGADA-MYSORE LVRD 24-05-2024 18:42:00 31-05-2024 23:59:59 7.22 0.00 0.00 0.00 173.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2849 (416 - 411 Kv).

CKT C-PVGDA-MYSEC-ACL-C1 400kV PAVAGADA-MYSORE LVRD 23-05-2024 18:42:00 24-05-2024 08:32:00 0.58 0.00 0.00 0.00 13.83 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2728

CKT C-PVGDA-MYSEC-ACL-C1 400kV PAVAGADA-MYSORE LART 07-05-2024 18:29:00 07-05-2024 18:29:00 0.00 0.00 0.00 0.00 0.00 * Autoreclose sucessful on Y-G fault. Pavagada end details: M1: FC:  4.38KA, 71.0KM, M2: FC: 4.66KA, FL: 70.7KM, Mysore end details: 

M1: FC:  1.98KA, FL: 164.7KM, M2: FC: 1.925KA, FL:167.7KM, Fault come under  Hiriyur TLM Jurisdiction.

CKT C-PVGDA-MYSEC-ACL-C1 400kV PAVAGADA-MYSORE LVRD 19-05-2024 20:36:00 21-05-2024 10:21:00 1.57 0.00 0.00 0.00 37.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2223(422-419Kv). Line 

Reactor  converted as Bus Reactor at Mysore.

CKT C-PVGDA-MYSEC-ACL-C1 400kV PAVAGADA-MYSORE LVRD 22-05-2024 02:08:00 23-05-2024 08:55:00 1.28 0.00 0.00 0.00 30.78 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2482 (424 - 422Kv).

C-PVGDA-MYSEC-ACL-C1 10.65 0.00 0.00 0.00 255.66 100.00

CKT C-SALEM-DRMPR-ACL-C1 400kV SALEM-DHARMAPURI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SALEM-DRMPR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SALEM-DRMPR-ACL-C2 400kV SALEM-DHARMAPURI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SALEM-DRMPR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SALEM-NNTPS-ACL-C1 400KV SALEM-NNTPS(NLC) LEFT 25-05-2024 15:53:00 25-05-2024 20:00:00 0.17 4.12 0.00 0.00 0.00 * Line tripped on R -G fault. SALEM end details: M1:  FLR:  143.66 KM, FC:  2.5 KAmps,  M2:  FLR: 144.8 KM, FC: 2.6 KAmps. NNTPS 

end details:M1:   FLR: 41 KM, FC:5.8 KAmps,  M2:  FLR: NR KM, FC: 5.4 Kamps* Fault is in Neyveli TLM Jurisdiction.

C-SALEM-NNTPS-ACL-C1 0.17 4.12 0.00 0.00 0.00 99.45

CKT C-SALEM-UDPTC-ACL-C1 400kV SALEM-UDUMALPET-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SALEM-UDPTC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SALEM-UDPTC-ACL-C2 400kV SALEM-UDUMALPET-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SALEM-UDPTC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SMNHL-BIDAD-ACL-C1 400KV-SOMANHALLI-BIDADI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SMNHL-BIDAD-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SMNHL-BIDAD-ACL-C2 400kV SOMANAHALLI-BIDADI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SMNHL-BIDAD-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SMNHL-DRMPR-ACL-C1 400kV SOMANAHALLI-DHARMAPURI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SMNHL-DRMPR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SMNHL-DRMPR-ACL-C2 400kV SOMANAHALLI-DHARMAPURI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SMNHL-DRMPR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SMNHL-HOSUR-ACL-C1 400kV SOMANAHALLI-HOSUR LART 02-05-2024 14:50:00 02-05-2024 14:50:00 0.00 0.00 0.00 0.00 0.00 * Line autoreclosed successfully on Y-G fault.* Hosur end details: M1:  FLR: 43.15 KM, FC: 4.09 KAmps,  M2:  FLR: 42.38  KM, FC: 4.49 

Kamps.* Somanahalli end details:M1:  FLR: 31.22 KM, FC: 6.869 KAmps,  M2:  FLR:  32.55 KM, FC: 6.435 Kamps* Fault is in b

C-SMNHL-HOSUR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00
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Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

CKT C-SMNHL-MYLAS-ACL-C1 400KV-SOMANHALLI-MYLASANDRA-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SMNHL-MYLAS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-SUNGU-SRDRC-ACL-C1 400kV SVCHATRM(TANTRANSCO)-SRIPERMBUDR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-SUNGU-SRDRC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TCRDC-KOCHI-ACL-C1 400kV TRICHUR HVDC-KOCHI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TCRDC-KOCHI-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TCRDC-KOCHI-ACL-C2 400kV TRICHUR HVDC-KOCHI-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TCRDC-KOCHI-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TCRDC-TCRNC-ACL-C1 400kV TRICHUR HVDC-TRICHUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TCRDC-TCRNC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TCRDC-TCRNC-ACL-C2 400kV TRICHUR HVDC-TRICHUR-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TCRDC-TCRNC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-KOTYM-ACL-C1 400kV THIRUNELVELI-KOTTAYAM-1 LART 09-05-2024 17:16:00 09-05-2024 17:16:00 0.00 0.00 0.00 0.00 0.00 * Line Autoreclosed successfull on Y -G fault. Thirunelveli end details:  M1:  FLR:  153.2 KM, FC: 3.14 KAmps,  M2:  FLR: 131.6 KM, FC: 

3.03  KAmps. Kottayam end details:M1:  FLR: 37.8 KM, FC:2.38 KAmps,  M2:  FLR:  38.36 KM, FC: 5.4 Kamps ,Fault angle:85

CKT C-TIRUN-KOTYM-ACL-C1 400kV THIRUNELVELI-KOTTAYAM-1 OSPT 10-05-2024 07:23:00 10-05-2024 14:03:00 0.28 6.67 0.00 0.00 0.00 * Shutdown availed on emergency basis to replace insulator at Loc. No. 79  <(>&<)> 81 under Tirunelveli TLM (Double-string insulator de-

capped at  Loc. No. 81 and at Loc.79  insulators found broken) vide code CR-05/1204

CKT C-TIRUN-KOTYM-ACL-C1 400kV THIRUNELVELI-KOTTAYAM-1 LART 09-05-2024 15:26:00 09-05-2024 15:26:00 0.00 0.00 0.00 0.00 0.00 * Line Autoreclosed successfull on B -G fault. Thirunelveli end details:  M1:  FLR:  26.5 KM, FC: 11.02 KAmps,  M2:  FLR: 26.8 KM, FC: 

10.97  KAmps. Kottayam end details:M1:  FLR: 179.7 KM, FC:0.93 KAmps,  M2:   FLR: 181.7 KM, FC: 1.959 Kamps ,Fault angle

C-TIRUN-KOTYM-ACL-C1 0.28 6.67 0.00 0.00 0.00 99.10

CKT C-TIRUN-KOTYM-ACL-C2 400kV THIRUNELVELI-KOTTAYAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TIRUN-KOTYM-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-TRVMC-ACL-C1 400kV TIRUNELVELI-TRIVANDRUM-1 LART 15-05-2024 16:30:00 15-05-2024 16:30:00 0.00 0.00 0.00 0.00 0.00 * Line autoreclose successful on Y-G Fault. Trivandrum end details: M1:  FC: 2.5KA, FL: 79.5KM, M2: FC: 2.9KA, FL: NR, Tirunelveli end 

details:  M1: FC: 4.52KA, FL: 81.7KM, M2: FC: 4.41KA, FL: 79.7KM, Fault come under  Tiruneliveli TLM.

C-TIRUN-TRVMC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-TRVMC-ACL-C2 400kV TIRUNELVELI-TRIVANDRUM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TIRUN-TRVMC-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-TUTPS-ACL-C1 400kV TIRUNELVELI-TUTICORIN PS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TIRUN-TUTPS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-UDPTC-ACL-C1 400kV TIRUNELVELI-UDUMALPET-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TIRUN-UDPTC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TIRUN-UDPTC-ACL-C2 400kV TIRUNELVELI-UDUMALPET-2 LEFT 08-05-2024 19:28:00 08-05-2024 20:16:00 0.03 0.80 0.00 0.00 0.00 * Line tripped on B -G fault. Udumalpet end details: M1:  FLR:  102.5 KM,  FC: 3.76 KAmps,  M2:  FLR: 105.3 KM, FC: 3.60KAmps. 

Thirunelveli end  details:M1:  FLR:179.6 KM, FC:2.28KAmps,  M2:  FLR: 176.3 KM, FC: 2.51  Kamps,Fault angle 75degree.* Fault is

CKT C-TIRUN-UDPTC-ACL-C2 400kV TIRUNELVELI-UDUMALPET-2 LART 08-05-2024 19:26:00 08-05-2024 19:26:00 0.00 0.00 0.00 0.00 0.00 * Line auto reclosed successfully on y -G fault. Udumalpet end details:  M1:  FLR:  160.6 KM, FC: 2.298 KAmps,  M2:  FLR: 162.5 KM, 

FC:  2.29KAmps. Thirunelveli end details:M1:  FLR:113.9 KM, FC:3.22KAmps,   M2:  FLR: 113 KM, FC: 3.18Kamps,Fault angle 82.

C-TIRUN-UDPTC-ACL-C2 0.03 0.80 0.00 0.00 0.00 99.89

CKT C-TRCYC-KARAI-ACL-C1 400kV TRICHY-KARAIKUDI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRCYC-KARAI-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRCYC-MDRIC-ACL-C1 400kV TRICHY-MADURAI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRCYC-MDRIC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRCYC-NGPTN-ACL-C1 400kV TRICHY-NAGAPATTANAM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRCYC-NGPTN-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRCYC-NGPTN-ACL-C2 400kV TRICHY-NAGAPATTANAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRCYC-NGPTN-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRVLM-CHITR-ACL-C1 400kV TIRUVALEM-CHITTOOR(APTRANSCO)-1 LEFT 01-05-2024 14:05:00 01-05-2024 15:05:00 0.04 1.00 0.00 0.00 0.00 * Line tripped on B -G fault. Thiruvalam end details: M1:  FLR:  16.74 KM,  FC: 15.41 KAmps,  M2:  FLR: 16.4 KM, FC: 10.4KAmps. 

Chittoor end  details:M1:  FLR: 17.44 KM, FC:5.4 KAmps,  M2:  FLR: 17.0 KM, FC: 9.5  Kamps* Fault is in SR-1 Jurisdiction.

C-TRVLM-CHITR-ACL-C1 0.04 1.00 0.00 0.00 0.00 99.87

CKT C-TRVLM-CHITR-ACL-C2 400kV TIRUVALEM-CHITTOOR(APTRANSCO)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRVLM-CHITR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRVLM-KALIV-ACL-C1 400kV TIRUVALAM-KALVINDAPATTU-1 LNCC 01-05-2024 15:10:00 01-05-2024 15:46:00 0.03 0.00 0.00 0.60 0.00 * Line tripped on Y -G fault. Thiruvalam end details: M1:  FLR:  69.34 KM,  FC: 4.19 KAmps,  M2:  FLR: 72.5 KM, FC: 4.16KAmps. 

Kalivanthapattu end  details:M1:  FLR: 37.8 KM, FC:7.23 KAmps,  M2:  FLR: 32.7 KM, FC: 7.65  Kamps. Fault is in the border of Ka

C-TRVLM-KALIV-ACL-C1 0.03 0.00 0.00 0.60 0.00 100.00

CKT C-TRVLM-KALIV-ACL-C2 400kV TIRUVALAM-KALVINDAPATTU-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRVLM-KALIV-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TRVLM-SPDRC-ACL-C1 400kV TIRUVALAM-SRIPERUMDUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TRVLM-SPDRC-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TTCRN-TUTPS-ACL-C1 400KV TUTICORIN GIS -TUTICORIN PS- 1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TTCRN-TUTPS-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TTCRN-TUTPS-ACL-C2 400kV TUTICORIN GIS -TUTICORIN PS- 2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TTCRN-TUTPS-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TTCRN-TUTPS-ACL-C3 400kV TUTICORIN GIS -TUTICORIN PS- 3 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TTCRN-TUTPS-ACL-C3 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TTCRN-TUTPS-ACL-C4 400kV TUTICORIN GIS -TUTICORIN PS- 4 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TTCRN-TUTPS-ACL-C4 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TUTPS-KKULM-ACL-C2 400kV TUTICORIN PS-KUDAMKULAM(NPCIL)-2 OSPD 15-05-2024 06:34:00 15-05-2024 18:32:00 0.50 0.00 0.00 0.00 11.97 * Shut down availed by NPCIL AMP works vide SRLDC code no. CR-05/1684

C-TUTPS-KKULM-ACL-C2 0.50 0.00 0.00 0.00 11.97 100.00

CKT C-TUTPS-TUTJV-ACL-C1 400kV TUTICORIN PS-TUTICORIN JV(NTPL)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TUTPS-TUTJV-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-TUTPS-TUTJV-ACL-C2 400kV TUTICORIN PS-TUTICORIN JV(NTPL)-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-TUTPS-TUTJV-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-UDPTC-ARSUR-ACL-C1 400kV UDMALPET-ARASUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-UDPTC-ARSUR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00
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CKT C-UDPTC-ARSUR-ACL-C2 400kV UDMALPET-ARASUR-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-UDPTC-ARSUR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-UDPTC-EDAYA-ACL-C1 400kV UDUMAPALET-E.PALAYM(TANTRANSCO)-1OSPT 11-05-2024 09:35:00 11-05-2024 18:43:00 0.38 9.13 0.00 0.00 0.00 * Shutdown availed for performing Warranty tests of GIS switchgears and  AMP works at Pugalur HVDC end vide code CR-05/1384.

C-UDPTC-EDAYA-ACL-C1 0.38 9.13 0.00 0.00 0.00 98.77

CKT C-UDPTC-EDAYA-ACL-C2 400kV UDUMAPALET-E.PALAYM(TANTRANSCO)-2OSPT 12-05-2024 09:20:00 12-05-2024 17:53:00 0.36 8.55 0.00 0.00 0.00 * Shut down availed for GIS switchgear warranty test <(>&<)> AMP works  vide SRLDC code no. CR-05/1444

C-UDPTC-EDAYA-ACL-C2 0.36 8.55 0.00 0.00 0.00 98.85

CKT C-UDPTC-PLKAD-ACL-C1 400kV UDUMAPALET -PALLAKAD-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-UDPTC-PLKAD-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-UDPTC-PLKAD-ACL-C2 400KV UDUMAPALET -PALLAKAD-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-UDPTC-PLKAD-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-VALUR-KALIV-ACL-C1 400kV VALLUR(NTECL)-KALIVANTHAPATTU-1 LMAC 08-05-2024 12:19:00 08-05-2024 12:53:00 0.02 0.00 0.00 0.57 0.00 * Line tripped on Y-G fault, Kalivandapattu end details: M1: 4.9KA/48.3KM,  M2: 5.8KA/40.2KM, Vallur end details: Not recorded, Fault 

come under  Sriperumbudur TLM. Line test charged from KVPT end vide SRLDC code:  05/978

C-VALUR-KALIV-ACL-C1 0.02 0.00 0.00 0.57 0.00 100.00

CKT C-VALUR-KALIV-ACL-C2 400kV VALLUR(NTECL)-KALIVANTHAPATTU-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-VALUR-KALIV-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-YLHNK-HOODY-ACL-C1 400kV YELHANKA GIS-DEVANAHALLI(KPTCL) 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-YLHNK-HOODY-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-YLHNK-NLMGL-ACL-C1 400kV YELHANKA-NELAMANGALA(KPTCL)-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-YLHNK-NLMGL-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-YLHNK-TUMKU-ACL-C1 400kV YELAHANKA GIS-TUMKUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

C-YLHNK-TUMKU-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT C-YLHNK-TUMKU-ACL-C2 400kV YELAHANKA GIS-TUMKUR-2 LEFT 13-05-2024 03:04:00 13-05-2024 11:41:00 0.36 8.62 0.00 0.00 0.00 * Line tripped on Y -G fault. Yelahanka end details: M1: FLR:* 2.9 KM, FC: 22.87KAmps, M2: FLR: 2.59 KM, FC: 19.39* KAmps. Tumkur 

end details:M1: FLR: 88.03 KM, FC:3.01* KAmps, M2: FLR: 73.4 KM, FC: 3.02Kamps* Fault is in Tumkur TLM Jurisdiction.

C-YLHNK-TUMKU-ACL-C2 0.36 8.62 0.00 0.00 0.00 98.84

CKT D-DRMPR-MADGR-ACL-C1 400kV DHARAMPURI-TUMKUR-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

D-DRMPR-MADGR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT D-KUDGI-KOLPR-ACL-C1 400KV KUDGI-KOLHAPUR GIS-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

D-KUDGI-KOLPR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT D-KUDGI-KOLPR-ACL-C2 400KV KUDGI-KOLHAPUR GIS-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

D-KUDGI-KOLPR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

CKT D-TUTPS-DRMPR-ACL-C1 400KV TUTICORIN PS-DHARMAPURI-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

D-TUTPS-DRMPR-ACL-C1 0.00 0.00 0.00 0.00 0.00 100.00

CKT D-TUTPS-DRMPR-ACL-C2 400KV TUTICORIN PS-DHARMAPURI-2 LART 09-05-2024 22:54:00 09-05-2024 22:54:00 0.00 0.00 0.00 0.00 0.00 * Auto-reclosed successful on B-G transient fault. Tuticorin PS end  details: M1:  FLR:  1 KM, FC: 27.6 KAmps,  M2:  FLR: 0.9 KM, FC: 

24.6  KAmps. Dharmapuri end details:M1:  FLR:380 KM, FC: 1.16 KAmps,  M2:   FLR: 395.6 KM, FC: 1.13 Kamps. Fault comes un

CKT D-TUTPS-DRMPR-ACL-C2 400KV TUTICORIN PS-DHARMAPURI-2 LART 13-05-2024 13:04:00 13-05-2024 13:04:00 0.00 0.00 0.00 0.00 0.00 * Auto reclosed successfully on Y ph-N (Ph-earth) transient fault.  Tuticorin End: M1/M2 FLR: 78.9/71.44(AFAS) kM, FC: 5.25/5.8 KM, Z1,  

Dharmapuri End: M1/M2 FLR=314.5/309.2 KM, FC:1.41/1.37 KA, Z2.Fault is  in Tuticorin <(>&<)> Madurai TLM jurisdiction.

D-TUTPS-DRMPR-ACL-C2 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-KALIV-LNR_BAY_404R-LRTR 50MVAR,SWLR OF VALLUR-1 AT KALIVANTPATTUSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 12/1755( 393-394 Kv).

SR2-KALIV-LNR_BAY_404R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-KOCHI-LNR_BAY_406R-LRTR 63MVAR,SWLR OF TIRUNALVELLI-1 AT KOCHI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOCHI-LNR_BAY_406R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-KOCHI-LNR_BAY_409R-LRTR 63MVAR,SWLR OF TIRUNALVELLI-2 AT KOCHI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOCHI-LNR_BAY_409R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-KOZKD-LR1_BAY_406R-LRTR 50MVAR,SWLR OF MYSORE-1 AT KOZIKODE SVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/2218(396 - 396Kv)

SR2-KOZKD-LR1_BAY_406R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-KOZKD-LR2_BAY_403R-LRTR 50MVAR,SWLR OF MYSORE-2 AT KOZIKODE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOZKD-LR2_BAY_403R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-MDRIC-LNR_BAY_403R-LRTR 50MVAR,SWLR OF TRICHY AT MADURAI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-MDRIC-LNR_BAY_403R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-MDRIC-LNR_BAY_404R-LRTR 63MVAR,SWLR OF KARAIKUDI AT MADURAI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-MDRIC-LNR_BAY_404R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-MYSEC-LR1_BAY_403R-LRTR 80MVAR,SWLR OF HIRIYUR AT MYSORE SVRD 02-05-2024 10:53:00 20-05-2024 08:39:00 17.91 0.00 0.00 0.00 429.77 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/125      (394 - 395 Kv).

SR2-MYSEC-LR1_BAY_403R-LRTR 17.91 0.00 0.00 0.00 429.77 100.00

LNR SR2-MYSEC-LR1_BAY_406R-LRTR 80MVAR,SWLR OF PAVAGADA AT MYSORE SVRD 30-05-2024 09:22:00 31-05-2024 23:59:59 1.61 0.00 0.00 0.00 38.63 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 01/5175( 389-391 Kv).

LNR SR2-MYSEC-LR1_BAY_406R-LRTR 80MVAR,SWLR OF PAVAGADA AT MYSORE SVRD 01-05-2024 00:00:01 21-05-2024 10:21:00 20.43 0.00 0.00 0.00 490.35 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/3499( 398-401 Kv).

SR2-MYSEC-LR1_BAY_406R-LRTR 22.04 0.00 0.00 0.00 528.98 100.00

LNR SR2-PGGIS-LR1_BAY_431R-LRTR 80MVAR SWLR OF TIRUVALAM-2 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PGGIS-LR1_BAY_431R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-PGGIS-LR1_BAY_432R-LRTR 80MVAR SWLR OF TIRUVALAM-1 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PGGIS-LR1_BAY_432R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-PUGAL-LNR_BAY_412R-LRTR 50MVAR,SWLR OF NEYVELI-2 AT KARUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUGAL-LNR_BAY_412R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-PUGAL-LNR_BAY_415R-LRTR 50MVAR,SWLR OF NEYVELI-1 AT KARUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUGAL-LNR_BAY_415R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-SALEM-LNR_BAY_403R-LRTR 50MVAR,SWLR OF HOSUR-2 AT SALEM SVRD 21-05-2024 08:26:00 31-05-2024 23:59:59 10.65 0.00 0.00 0.00 255.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/2385(411 - 411Kv).

SR2-SALEM-LNR_BAY_403R-LRTR 10.65 0.00 0.00 0.00 255.57 100.00

LNR SR2-SMNHL-LNR_BAY_410R-LRTR 50MVAR,SWLR OF KOLAR AT SOMANHALLI SVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/4975 (393-393Kv).

SR2-SMNHL-LNR_BAY_410R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-SRDRC-LNR_BAY_406R-LRTR 50MVAR,SWLR OF CHITTOOR AT SRIPERUMBUDURSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/3280( 394-394 Kv).

SR2-SRDRC-LNR_BAY_406R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-SRDRC-LNR_BAY_409R-LRTR 50MVAR,SWLR OF SVCHATRAM AT SRIPERUMBDURSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 03/1201(397 -397 Kv).

SR2-SRDRC-LNR_BAY_409R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-TCRNC-LNR_BAY_403R-LRTR 50MVAR,SWLR OF PALAKKAD-1 AT THRISSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00



Object 

Type
Unique ID of transmission Element Element Name

Type of 

failure

Outage 

Date

Outage 

Time

Restoration 

Date

Restoration 

Time

Total 

Outage in 

Days

OUTAGE 

ATTRIBUTA

BLE TO 

ISTS 

Licensee

OUTAGE 

ATTRIBUTA

BLE To 

Others

OUTAGE 

ATTRIBUTA

BLE To 

System 

Constraint

OUTAGE 

ATTRIBUTA

BLE To 

Deemed 

Available

% 

Availability 

as certified 

by certifyin

% Availability as certified by certifyin

Standard of Performance data for the month of May-2024

Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

SR2-TCRNC-LNR_BAY_403R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-TCRNC-LNR_BAY_404R-LRTR 50MVAR,SWLR OF PALAKKAD-2 AT THRISSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TCRNC-LNR_BAY_404R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-TIRUN-LNR_BAY_404R-LRTR 63MVAR,SWLR OF UDUMALPT-1 AT TIRUNELVELI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TIRUN-LNR_BAY_404R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-TIRUN-LNR_BAY_410R-LRTR 63MVAR,SWLR OF UDUMALPT-2 AT TIRUNELVELI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TIRUN-LNR_BAY_410R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-TRCYC-LNR_BAY_403R-LRTR 63MVAR,SWLR OF NAGAPATTINAM-1 AT TRICHYSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 03/92(395 - 395Kv).

SR2-TRCYC-LNR_BAY_403R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-TRCYC-LNR_BAY_404R-LRTR 80MVAR,SWLR OF NAGAPATTINAM-2 AT TRICHYSVRD 01-05-2024 00:00:01 16-05-2024 16:34:00 15.69 0.00 0.00 0.00 376.57 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 05/1896 (400 - 403 Kv).

LNR SR2-TRCYC-LNR_BAY_404R-LRTR 80MVAR,SWLR OF NAGAPATTINAM-2 AT TRICHYSVRD 16-05-2024 17:42:00 31-05-2024 23:59:59 15.26 0.00 0.00 0.00 366.30 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 04/2090 (392 - 392Kv).

SR2-TRCYC-LNR_BAY_404R-LRTR 30.95 0.00 0.00 0.00 742.87 100.00

LNR SR2-TUMKU-LINEBAY_433R-LRTR 50MVAR,SWLR OF KADAPA-1 AT TUMKUR SVRD 01-05-2024 00:00:01 21-05-2024 01:44:00 20.07 0.00 0.00 0.00 481.73 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 01/5176( 398-399 Kv).

SR2-TUMKU-LINEBAY_433R-LRTR 20.07 0.00 0.00 0.00 481.73 100.00

LNR SR2-TUMKU-LINEBAY_434R-LRTR 50MVAR,SWLR OF KADAPA-2 AT TUMKUR SVRD 01-05-2024 00:00:01 21-05-2024 01:45:00 20.07 0.00 0.00 0.00 481.75 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 01/5177( 399-401 Kv).

SR2-TUMKU-LINEBAY_434R-LRTR 20.07 0.00 0.00 0.00 481.75 100.00

LNR SR2-TVALM-LNR_BAY_407R-LRTR 50MVAR,SWLR OF NELLORE-1 AT TIRUVALAM 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TVALM-LNR_BAY_407R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-TVALM-LNR_BAY_410R-LRTR 50MVAR,SWLR OF NELLORE-2 AT TIRUVALAM 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TVALM-LNR_BAY_410R-LRTR 0.00 0.00 0.00 0.00 0.00 100.00

LNR SR2-UDPTC-LNR_BAY_404R-LRTR 63MVAR,SWLR OF SALEM-2 AT UDUMALPET SVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/473 (398-398Kv).

SR2-UDPTC-LNR_BAY_404R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-UDPTC-LNR_BAY_412R-LRTR 63MVAR,SWLR OF TIRUNELVELI-2 AT UDUMALPTSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/469 (398-398Kv).

SR2-UDPTC-LNR_BAY_412R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

LNR SR2-UDPTC-LNR_BAY_422R-LRTR 63MVAR,SWLR OF TIRUNELVELI-1 AT UDUMALPTSVRD 01-05-2024 00:00:01 31-05-2024 23:59:59 31.00 0.00 0.00 0.00 744.00 * Hand tripped as per SRLDC instruction for voltage regulation in the  system vide SRLDC code no. CR- 02/470 (398-398Kv).

SR2-UDPTC-LNR_BAY_422R-LRTR 31.00 0.00 0.00 0.00 744.00 100.00

STATCOMSR2-TRCYC-STATCOM -200/+200 MVAR STATCOM AT TRICHY OSPT 29-05-2024 10:25:00 31-05-2024 18:22:00 2.33 55.95 0.00 0.00 0.00 * Shut down availed for Power module modification <(>&<)> AMP works vide  SRLDC code no. CR-05/3356.

SR2-TRCYC-STATCOM 2.33 55.95 0.00 0.00 0.00 92.48

STATCOMSR2-UDPTC-STATCOM -200/+200 MVAR STATCOM AT UDUMALPET 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-UDPTC-STATCOM 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-ARSUR-ICT1BAY_415T-XMER 315MVA,400/220kV ICT-1 AT ARASUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-ARSUR-ICT1BAY_415T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-ARSUR-ICT2BAY_412T-XMER 315MVA,400/220kV ICT-2 AT ARASUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-ARSUR-ICT2BAY_412T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-ARSUR-ICT3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT ARASUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-ARSUR-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-BIDAD-ICT1_BAY_401-XMER 500MVA,400/220kV ICT-1 AT BIDADI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-BIDAD-ICT1_BAY_401-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-BIDAD-ICT2_BAY_405-XMER 500MVA,400/220kV ICT-2 AT BIDADI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-BIDAD-ICT2_BAY_405-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HASSN-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT HASSAN 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HASSN-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HASSN-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT HASSAN 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HASSN-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HIYRC-ICT1BAY_406T-XMER 315MVA,400/220kV ICT-1 AT HIRIYUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HIYRC-ICT1BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HIYRC-ICT2BAY_403T-XMER 315MVA,400/220kV ICT-2 AT HIRIYUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HIYRC-ICT2BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HIYRC-ICT3BAY_421T-XMER 500MVA,400/220kV ICT-3 AT HIRIYUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HIYRC-ICT3BAY_421T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HOSRC-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT HOSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HOSRC-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HOSRC-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT HOSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HOSRC-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HOSRC-ICT3BAY_409T-XMER 315MVA,400/220kV ICT-3 AT HOSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HOSRC-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-HOSRC-ICT4BAY_412T-XMER 500MVA,400/230kV ICT-4 AT HOSUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-HOSRC-ICT4BAY_412T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KALIV-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT KALIVANTHPATTU 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KALIV-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KALIV-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT KALIVANTHPATTU 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KALIV-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KALIV-ICT3BAY_412T-XMER 500MVA,400/220kV ICT-3 AT KALIVANTHPATTU 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KALIV-ICT3BAY_412T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KARAI-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT KARAIKUDI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KARAI-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KARAI-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT KARAIKUDI OSPT 07-05-2024 16:42:00 07-05-2024 20:49:00 0.17 4.12 0.00 0.00 0.00 * Emergency shutdown availed for attending water leakage from detection  line near to LV bushings vide SRLDC code: 05/817

SR2-KARAI-ICT2BAY_406T-XMER 0.17 4.12 0.00 0.00 0.00 99.45

XMER SR2-KARAI-ICT3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT KARAIKUDI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KARAI-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KOCHI-ICT1BAY_407T-XMER 315MVA,400/220kV ICT-1 AT KOCHI OSPT 16-05-2024 14:41:00 16-05-2024 17:35:00 0.12 2.90 0.00 0.00 0.00 * Emergency shutdown availed to attend critical hotspot observed in 220kV  Line Isolator Male contact (CT side - Y ph), 220KV side 

strung bus  Jumper PG Clamp between ICT and Line isolator and in 220KV CT dropper(R  ph)  P G clamp.

SR2-KOCHI-ICT1BAY_407T-XMER 0.12 2.90 0.00 0.00 0.00 99.61

XMER SR2-KOCHI-ICT2BAY_404T-XMER 315MVA,400/220kV ICT-2 AT KOCHI OSPT 16-05-2024 09:56:00 16-05-2024 12:59:00 0.13 3.05 0.00 0.00 0.00 * Shutdown availed by Kochi SS for attending various hotspot (B phase  strung Bus jumper between ICT and Line Isolator <(>&<)> (R 

phase strung  Bus jumper (near 220kV  Bus gantry) between ICT and Line Isolator).

SR2-KOCHI-ICT2BAY_404T-XMER 0.13 3.05 0.00 0.00 0.00 99.59

XMER SR2-KOCHI-ICT3BAY_401T-XMER 500MVA,400/220kV ICT-3 AT KOCHI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOCHI-ICT3BAY_401T-XMER 0.00 0.00 0.00 0.00 0.00 100.00
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Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

XMER SR2-KOLRC-ICT1_BAY401T-XMER 500MVA,400/220kV ICT-1 AT KOLAR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOLRC-ICT1_BAY401T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KOLRC-ICT2_BAY403T-XMER 500MVA,400/220kV ICT-2 AT KOLAR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOLRC-ICT2_BAY403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KOLRC-ICT3_BAY427T-XMER 500MVA,400/220kV ICT-3 AT KOLAR OSPT 04-05-2024 10:28:00 04-05-2024 12:23:00 0.08 1.92 0.00 0.00 0.00 * Shut down availed for CT oil sampling vide SRLDC code no. CR-05/377

SR2-KOLRC-ICT3_BAY427T-XMER 0.08 1.92 0.00 0.00 0.00 99.74

XMER SR2-KOZKD-ICT1BAY_401T-XMER 315MVA,400/220kV ICT-1 AT KOZIKODE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOZKD-ICT1BAY_401T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KOZKD-ICT2BAY_404T-XMER 315MVA,400/220kV ICT-2 AT KOZIKODE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-KOZKD-ICT2BAY_404T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-KOZKD-ICT3BAY_407T-XMER 500MVA,400/220kV ICT-3 AT KOZIKODE OSPT 19-05-2024 09:12:00 19-05-2024 13:57:00 0.20 4.75 0.00 0.00 0.00 * Shut down availed for AMP works of 220KV CTs vide SRLDC code no.  CR-05/2180

SR2-KOZKD-ICT3BAY_407T-XMER 0.20 4.75 0.00 0.00 0.00 99.36

XMER SR2-MDRIC-ICT1BAY_413T-XMER 315MVA,400/220kV ICT-1 AT MADURAI OMSU 30-05-2024 16:44:00 30-05-2024 19:18:00 0.11 0.00 2.57 0.00 0.00 * ICT -I tripped from 220KV Side due to Bus bar operation at TNEB end.  Ranganathapura feeder R phase CT blasted at TNEB end. ICT-I 

idle charge  from 400KV side.

SR2-MDRIC-ICT1BAY_413T-XMER 0.11 0.00 2.57 0.00 0.00 100.00

XMER SR2-MDRIC-ICT2BAY_415T-XMER 315MVA,400/220kV ICT-2 AT MADURAI OMSU 30-05-2024 16:44:00 30-05-2024 19:18:00 0.11 0.00 2.57 0.00 0.00 * ICT -II tripped from 220KV Side due to Bus bar operation at TNEB end.  Ranganathapura feeder R phase CT blasted at TNEB end. ICT-

II idle charge  from 400KV side.

SR2-MDRIC-ICT2BAY_415T-XMER 0.11 0.00 2.57 0.00 0.00 100.00

XMER SR2-MDRIC-ICT3BAY_427T-XMER 500MVA,400/220kV ICT-3 AT MADURAI OMSU 30-05-2024 16:44:00 30-05-2024 19:20:00 0.11 0.00 2.60 0.00 0.00 * ICT -III tripped from 220KV Side due to Bus bar operation at TNEB end.  Ranganathapura feeder R phase CT blasted at TNEB end. ICT-

III idle  charge from 400KV side.

SR2-MDRIC-ICT3BAY_427T-XMER 0.11 0.00 2.60 0.00 0.00 100.00

XMER SR2-MYSEC-ICT1BAY_410T-XMER 315MVA,400/220kV ICT-1 AT MYSORE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-MYSEC-ICT1BAY_410T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-MYSEC-ICT2BAY_407T-XMER 315MVA,400/220kV ICT-2 AT MYSORE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-MYSEC-ICT2BAY_407T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-MYSEC-ICT3BAY_404T-XMER 500MVA,400/220kV ICT-3 AT MYSORE 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-MYSEC-ICT3BAY_404T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-NRNDR-ICT1BAY_403T-XMER 500MVA,400/220kV ICT-1 AT NARENDRA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-NRNDR-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-NRNDR-ICT2BAY_406T-XMER 500MVA,400/220kV ICT-2 AT NARENDRA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-NRNDR-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PLKAD-ICT1BAY_418T-XMER 315MVA,400/220kV ICT-1 AT PALAKKAD 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PLKAD-ICT1BAY_418T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PLKAD-ICT2BAY_421T-XMER 315MVA,400/220kV ICT-2 AT PALAKKAD OSPT 08-05-2024 06:09:00 08-05-2024 13:01:00 0.29 6.87 0.00 0.00 0.00 * Shut down availed for AMP works vide SRLDC code no. CR-05/921.

SR2-PLKAD-ICT2BAY_421T-XMER 0.29 6.87 0.00 0.00 0.00 99.08

XMER SR2-PLKAD-ICT3BAY_424T-XMER 500MVA,400/220kV ICT-3 AT PALAKKAD 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PLKAD-ICT3BAY_424T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PUDDU-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT PUDUCHERRY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUDDU-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PUDDU-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT PUDUCHERRY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUDDU-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PUDDU-ICT3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT PUDUCHERRY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUDDU-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PUGAL-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT KARUR SPRD 02-05-2024 23:29:00 03-05-2024 00:13:00 0.03 0.00 0.00 0.00 0.73 * Hand tripped as per SRLDC instruction on Physical regulation in the  system vide SRLDC code no. CR- 05/211 (Load= 190/190/ 335 

MW  to    0/222/400 MW)

SR2-PUGAL-ICT1BAY_403T-XMER 0.03 0.00 0.00 0.00 0.73 100.00

XMER SR2-PUGAL-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT KARUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUGAL-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PUGAL-ICT3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT KARUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PUGAL-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PVGDA-ICT1BAY_403T-XMER 500MVA,400/220kV ICT-1 AT PAVAGADA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PVGDA-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PVGDA-ICT2BAY_406T-XMER 500MVA,400/220kV ICT-2 AT PAVAGADA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PVGDA-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PVGDA-ICT3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT PAVAGADA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PVGDA-ICT3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PVGDA-ICT4BAY_427T-XMER 500MVA,400/220kV ICT-4 AT PAVAGADA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PVGDA-ICT4BAY_427T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-PVGDA-ICT5BAY_430T-XMER 500MVA,400/220kV ICT-5 AT PAVAGADA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-PVGDA-ICT5BAY_430T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-SMNHL-ICT1BAY_416T-XMER 500MVA,400/220kV ICT-1 AT SOMANHALLI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-SMNHL-ICT1BAY_416T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-SMNHL-ICT2BAY_415T-XMER 500MVA,400/220kV ICT-2 AT SOMANHALLI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-SMNHL-ICT2BAY_415T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-SMNHL-ICT3BAY_413T-XMER 500MVA,400/220kV ICT-3 AT SOMANHALLI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-SMNHL-ICT3BAY_413T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TCRDC-ICT1BAY_C04C-XMER 315MVA,400/220kV ICT-1 AT TRICHUR HVDC 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TCRDC-ICT1BAY_C04C-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TCRDC-ICT2BAY_C03C-XMER 315MVA,400/220kV ICT-2 AT TRICHUR HVDC 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TCRDC-ICT2BAY_C03C-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TIRUN-ICB3BAY_409T-XMER 500MVA,400/220kV ICT-3 AT THIRUNELVELI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TIRUN-ICB3BAY_409T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TIRUN-ICT1BAY_403T-XMER 315MVA,400/220kV ICT-1 AT THIRUNELVELI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TIRUN-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TIRUN-ICT2BAY_406T-XMER 315MVA,400/220kV ICT-2 AT THIRUNELVELI 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TIRUN-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TRCYC-ICT1BAY_413T-XMER 315MVA,400/220kV ICT-1 AT TRICHY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TRCYC-ICT1BAY_413T-XMER 0.00 0.00 0.00 0.00 0.00 100.00
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Name of Transmission Licensee : POWER GRID CORPORATION OF INDIA LTD., SOUTHERN REGION-II

XMER SR2-TRCYC-ICT2BAY_415T-XMER 500MVA,400/220kV ICT-2 AT TRICHY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TRCYC-ICT2BAY_415T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TRCYC-ICT3BAY_412T-XMER 500MVA,400/220kV ICT-3 AT TRICHY 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TRCYC-ICT3BAY_412T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TRVMC-ICT1BAY_409T-XMER 315MVA,400/220kV ICT-1 AT TRIVENDRAM OSPT 25-05-2024 10:33:00 25-05-2024 19:27:00 0.37 8.90 0.00 0.00 0.00 * ICT shutdown availed for AMP works vide SRLDC code: 05/2910

SR2-TRVMC-ICT1BAY_409T-XMER 0.37 8.90 0.00 0.00 0.00 98.80

XMER SR2-TRVMC-ICT2BAY_412T-XMER 315MVA,400/220kV ICT-2 AT TRIVENDRAM OSPT 26-05-2024 09:58:00 26-05-2024 17:43:00 0.32 7.75 0.00 0.00 0.00 * Shutdown availed for AMP works vide SRLDC code CR-05/2981.

SR2-TRVMC-ICT2BAY_412T-XMER 0.32 7.75 0.00 0.00 0.00 98.96

XMER SR2-TRVMC-ICT3BAY_406T-XMER 315MVA,400/220kV ICT-3 AT TRIVENDRAM OSPT 27-05-2024 09:50:00 27-05-2024 17:21:00 0.31 7.52 0.00 0.00 0.00 * Shutdown availed for AMP works vide code CR-05/3072

SR2-TRVMC-ICT3BAY_406T-XMER 0.31 7.52 0.00 0.00 0.00 98.99

XMER SR2-TTCRN-ICT1BAY_407T-XMER 500MVA,400/220kV ICT-1 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-ICT1BAY_407T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TTCRN-ICT2BAY_410T-XMER 500MVA,400/220kV ICT-2 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-ICT2BAY_410T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TTCRN-ICT3BAY_413T-XMER TuticorinGIS ICT3 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-ICT3BAY_413T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TTCRN-ICT4BAY_417T-XMER 500MVA,400/220kV ICT-4 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-ICT4BAY_417T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TTCRN-ICT5BAY_418T-XMER 500MVA,400/220kV ICT-5 AT TUTICORIN GIS 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TTCRN-ICT5BAY_418T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TUMKU-ICT1BAY_403T-XMER 500MVA,400/220kV ICT-1 AT TUMKUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TUMKU-ICT1BAY_403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TUMKU-ICT2BAY_406T-XMER 500MVA,400/220kV ICT-2 AT TUMKUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TUMKU-ICT2BAY_406T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TUMKU-ICT3BAY_436T-XMER 500MVA,400/220kV ICT-3 AT TUMKUR 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TUMKU-ICT3BAY_436T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TVALM-TRANBAY_706T-XMER 1500MVA,765/400kV ICT-1 AT TIRUVALAM 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TVALM-TRANBAY_706T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-TVALM-TRANBAY_709T-XMER 1500MVA,765/400kV ICT-2 AT TIRUVALAM 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-TVALM-TRANBAY_709T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-UDPTC-ICT1BAY_413T-XMER 315MVA,400/220kV ICT-1 AT UDUMALPET 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-UDPTC-ICT1BAY_413T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-UDPTC-ICT2BAY_415T-XMER 315MVA,400/220kV ICT-2 AT UDUMALPET 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-UDPTC-ICT2BAY_415T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-UDPTC-ICT3BAY_419T-XMER 315MVA,400/220kV ICT-3 AT UDUMALPET 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-UDPTC-ICT3BAY_419T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-YLHNK-ICT1BAY-403T-XMER 500MVA,400/220kV ICT-1 AT YELHANKA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-YLHNK-ICT1BAY-403T-XMER 0.00 0.00 0.00 0.00 0.00 100.00

XMER SR2-YLHNK-ICT2BAY-405T-XMER 500MVA,400/220kV ICT-2 AT YELHANKA 00:00:00 00:00:00 0.00 0.00 0.00 0.00 0.00

SR2-YLHNK-ICT2BAY-405T-XMER 0.00 0.00 0.00 0.00 0.00 100.00


