Clarification No. 1 dated 16/10/2024  (Technical portion) to the bidding documents for Package OPGW-04: OPGW Supply & Installation Package for various transmission lines pan India locations under BULK IMPLMENTATION (Supply + Erection) for OPGW and Communication Equipment. Specification No: CC/NT/W-OPGW/DOM/A00/24/13348

	Sr. No
	Clause No. & Existing Specification
	Clarification / Change in Specification requested 
	POWERGRID Clarification

	1
	Appendix-A
As per Table A-3, Proposed (Anticipated) OPGW requirements in various regions
	Against this proposed link, we have not received voltage grade & wind zone for various regions. 

Hence requested to provide voltage grade & wind zone for corresponding regions.
	Typical transmission line parameters Region wise (Northern Region-NR, Southern Region, Western Region, North-Eastern Region   & Eastern Region) for various voltage levels & wind zones are mentioned at Table A-1 (1) to (7).

OPGW Parameters to be considered for different line voltage and wind zones are mentioned at clause 2.1.3.2, Section-2 of Technical Specifications.  

Bidder to comply with provisions stipulated in bidding documents.

	2
	For Hilly region

NR2/NER
	1.	Please confirm the voltage grade for NR2 & NER region.
2.	Also confirm ICE loading condition in NR2 & NER region, if any. 
	Typical transmission line details for medium snow area (with 15mm radial ice thickness) & heavy snow area (with 25mm radial ice thickness) in Northern region (NR) for various voltage levels & wind zones are mentioned at Table A-1 (2) & Table A-1(3) respectively. 

Typical transmission line parameters for North-Eastern Region for various voltage levels & wind zones are mentioned at Table A-1 (6). 

OPGW Parameters to be considered for different line voltage and wind zones are mentioned at clause 2.1.3.2, Section-2 of Technical Specifications.  

Bidder to comply with provisions stipulated in bidding documents.
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