Amendment -V dated 14/12/2020 to the Bidding Documents for Substation package SS 72 : Ext. works of 400 kV Aligarh GIS under Construction of 400 kV D/C Khurja STPP – Aligarh (PG) Transmission Line and associated Bays at Aligarh Sub-station (GIS) under Consultancy Services to THDC India Ltd..
Spec. No: CC-CS/1059-NR3/GIS-4170/10/G7

	S.No.
	Clause No.
	Existing Clause
	Amended as

	
	Volume-I; Conditions of Contract 

	1.
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.1(ii) (b)
	Technical requirements for 765/400/220/132/110kV* Air Insulated Switchgear (AIS) Equipment* (i.e Circuit Breaker, Isolator, Current Transformer, Capacitive Voltage transformer, Inductive Voltage transformer, Surge Arrester and Wave Trap)

Contractor shall furnish performance guarantee for an amount of 10% of the ex-works cost of the equipments(s)* and this performance guarantee shall be in addition to the contract performance guarantee to be submitted by the contractor.


	Technical requirements for 765/400/220/132/110kV* Air Insulated Switchgear (AIS) Equipment* (i.e Circuit Breaker, Isolator, Current Transformer, Capacitive Voltage transformer, Inductive Voltage transformer, Surge Arrester and Wave Trap)

Contractor shall furnish performance guarantee for an amount of 3% of the ex-works cost of the equipments(s)* and this performance guarantee shall be in addition to the contract performance guarantee to be submitted by the contractor.



	2
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.2(ii) (c)
	Technical Requirement for 765kV class Transformer

the collaborator shall furnish performance guarantee for an amount of 10% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.


	Technical Requirement for 765kV class Transformer

the collaborator shall furnish performance guarantee for an amount of 3% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.



	3
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.3(ii) (c)
	Technical Requirement for 765kV class Reactor

the collaborator shall furnish performance guarantee for an amount of 10% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.
	Technical Requirement for 765kV class Reactor

the collaborator shall furnish performance guarantee for an amount of 3% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.

	4
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.4(ii) (c)
	Technical Requirement for 400kV, 220kV, 132kV and 110kV class Transformer

the collaborator shall furnish performance guarantee for an amount of 10% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.
	Technical Requirement for 400kV, 220kV, 132kV and 110kV class Transformer

the collaborator shall furnish performance guarantee for an amount of 3% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.

	5
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.5(ii) (c)
	Technical Requirement for 400kV, 220kV and 132kV class Reactor

the collaborator shall furnish performance guarantee for an amount of 10% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.
	Technical Requirement for 400kV, 220kV and 132kV class Reactor

the collaborator shall furnish performance guarantee for an amount of 3% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.

	6
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.15(ii) (b)
	Technical Requirements for LT Transformer

the contractor shall furnish performance guarantee for an amount of 10% of the ex-works cost of the equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.
	Technical Requirements for LT Transformer

the contractor shall furnish performance guarantee for an amount of 3% of the ex-works cost of the equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.

	7
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.16(ii) (b)
	Technical Requirements for Composite Long Rod Polymer Insulator (765kV & 400kV)

Contractor shall furnish performance guarantee for an amount of 10% of the exworks cost of the equipments(s)* and this performance guarantee shall be in addition to the contract performance guarantee to be submitted by the contractor.
	Technical Requirements for Composite Long Rod Polymer Insulator (765kV & 400kV)

Contractor shall furnish performance guarantee for an amount of 3% of the exworks cost of the equipments(s)* and this performance guarantee shall be in addition to the contract performance guarantee to be submitted by the contractor.

	8
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.18(ii) (b)
	Technical Requirements for Analog and Digital PLCC panels (765kV, 400kV, 220kV& 132kV)

collaborator shall furnish performance guarantee for an amount of 10% of the ex-works cost of the equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.
	Technical Requirements for Analog and Digital PLCC panels (765kV, 400kV, 220kV& 132kV)

collaborator shall furnish performance guarantee for an amount of 3% of the ex-works cost of the equipment(s) and this performance guarantee shall be in addition to contract performance guarantee to be submitted by the contractor.



	9
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.24(ii) (c)
	Technical Requirement for 400kV GIS Equipment

The Collaborator(s) shall furnish performance guarantee for an amount of 10 % of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to Contract Performance Guarantee to be submitted by the bidder.


	Technical Requirement for 400kV GIS Equipment

The Collaborator(s) shall furnish performance guarantee for an amount of 3 % of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to Contract Performance Guarantee to be submitted by the bidder.



	10
	Vol-II Technical Specification

Section GTR Rev 14

Clause No. 24.25(ii) (c)
	Technical Requirement for 220/132/66 kV* level GIS/Hybrid GIS/MTS Equipment:

The Collaborator(s) shall furnish performance guarantee for an amount of 10 % of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to Contract Performance Guarantee to be submitted by the bidder.
	Technical Requirement for 220/132/66 kV* level GIS/Hybrid GIS/MTS Equipment:

The Collaborator(s) shall furnish performance guarantee for an amount of 3% of the ex-works cost of such equipment(s) and this performance guarantee shall be in addition to Contract Performance Guarantee to be submitted by the bidder.
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