Clarification-2 dated 23/07/2024 to the bidding documents for for Procurement of 06 Nos. 397MVA Converter Transformers for Talcher and Kolar HVDC stations under Add-Cap 2024-29; Spec. No.: CC/NT/W-TR/DOM/A00/24/06359
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The technical specifications for overload requirement specifies as follows:


	[image: image2.png]TopOil

Loading ‘Averago Winding
Temp. Rise Temp. Aise
Nominal Rating (A Masmum | 45°C. wc
Current)
(Without Redundant cootingin
operation)
B 53

‘Continuous Overtoad rating
1112p.

(with Redundant coolingin
operation)




This needs to be modified: 1.25 p.u






The losses will increase in square proportion

 
	Refer an Amendment No. 2 to the bidding documents attached herewith.
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