Clarification-03 to Bidding Documents of Transmission Line Tower Package TW01 for 765 kV D/C Kurnool III – Kurnool (New) TL including Design & Testing of towers, Design of foundation, Supply of Earthwire/OPGW, Hardware Fittings, Accessories for Conductor & Earthwire associated with ‘Transmission scheme for Evacuation of power from RE Sources in Kurnool Wind Energy Zone (3000MW) /Solar Energy Zone (1500 MW) Part A’.

Specification No.: CC/NT/W-TW/DOM/A00/22/00743



	Sl. No.
	Clause ref 
	Description as per bid document
	Queries asked by the bidder
	POWERGRID’s reply

	1. 1
	Price schedule
	TW01 Package: Price Schedule (Sch 1,2 & 3) DD60+55M
towers is 8Nos.
	As per Price Schedule (Sch1) of TW01 pkg the total tower supply of DD60+55M is 8Nos. But as per our site visit, we observe that the total existing 765KV D/C line crossing is 3Nos, so that the actual requirement of DD60+55M tower is 6Nos only. Therefore, we request you to clarify on the 2Nos extra quantity, where it will be use. 

	

The provisions of bidding documents shall prevail


[bookmark: _GoBack]
